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Kurzfassung 

Der Anteil an thermischer Stromerzeugung in Ghana beträgt derzeit mehr als 70% 

der gesamten installierten Leistung. Dies führt zu einem erhöhten Einsatz fossiler 

Brennstoffe, was den Staatshaushalt angesichts des derzeitigen Anstiegs der 

Stromerzeugung belastet. Um die Abhängigkeit des Landes von fossilen 

Brennstoffen zu verringern, wird der Stromerzeugungsmix durch erneuerbare 

Energien (EE) diversifiziert. Zu den laufenden Maßnahmen gehört das nationale 

Ziel, bis zum Jahr 2020 den Anteil an EE (hauptsächlich Photovoltaik und 

Windkraft) auf 10 % zu erhöhen.   

Dennoch bringt die EE-Integration neue Herausforderungen (betrieblich und 

infrastrukturell) für das ghanaische Stromnetz mit sich, für die neuartige 

Maßnahmen erforderlich sind. In dieser Arbeit wird daher untersucht, welche 

Auswirkungen die EE-Integration auf das ghanaische Verbundnetz hat und 

inwiefern dessen Stabilität beeinflusst wird. 

Die Analyse in dieser Arbeit beginnt mit der Entwicklung eines Modells des 

ghanaischen Übertragungsnetzes. Für dieses Modell werden 

Simulationsszenarien erstellt, welche verschiedenen Netzbedingungen für drei 

Jahre erfassen. Als erstes wird der aktuelle Zustand des Netzes und dessen 

Bereitschaft EE-Erzeugung aufzunehmen anhand statische 

Berechnungsmethoden bewertet.  

Der Schwerpunkt dieser Dissertation ist die Untersuchung der Stabilität des 

ghanaischen Netzes bei zukünftigem Ausbau der EE. Um den Einfluss auf die 

Netzstabilität zu bewerten, werden Methoden zur Transienten und Spannung 

Stabilitätsanalyse eingesetzt. Außerdem werden durch Optimierungsmethoden 

die blindleistungsarmen Knoten im Netz festgestellt, die als Ausgangspunkte für 

die Stabilitätsverbesserungsmaßnahmen dienen. 

Die Simulationsergebnisse zeigen, dass das Zielszenario (10% EE) das größte 

Risiko für sowohl statische als auch dynamische Spannungsstabilität darstellt. Die 

Transiente Stabilitätsanalyse belegt, dass das Netz über das Zieljahr hinaus 

instabil sein wird. Zudem weisen die Simulationsergebnisse daraufhin, dass eine 

Verbesserung der Systemstabilität durch die implementierten Maßnahmen 

erreicht wird. Schließlich kann mit dieser Arbeit gezeigt werden, dass die 

Integration von EE in Ghana Ătechnischñ machbar ist, solange die erforderlichen 

Netzverstärkungen und betrieblichen Änderungen entsprechend berücksichtigt 

werden.  
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Abstract 

Thermal power generation in Ghana constitutes over 70% of the total installed 

capacity. This translates into an increased use of fossil fuel, which constrains the 

national budget considering the current rise in electricity production. To reduce 

the nationôs dependence on fossil fuel, power generation mix is being diversified 

to include renewable energy (RE) sources. Efforts to achieve this involved a 

national target to attain 10% RE penetration (mainly PV and wind) by the year 

2020.   

Despite this ambition, the RE integration introduces new challenges (operational 

and infrastructural) in Ghanaôs network, to which novel measures are required. 

This research thus analyses the impact of RE generation on the national 

interconnected transmission system (NITS) and how its stability is affected. 

The analysis in this dissertation begins with the development of a model of 

Ghanaôs transmission network using the DIgSILENT PowerFactory simulation 

tool. Simulation scenarios are created to capture diverse network conditions like 

different RE penetration levels, load demand and infrastructural expansion for 

three separate years. As one of the main objectives of this research, the current 

state of the network and its readiness to accommodate generation from RE is 

assessed using steady-state analyses.  

Another focus of this work is the investigation of the stability of the NITS with 

RE. To this, transient stability analysis techniques in addition to static and 

dynamic voltage stability analysis techniques are used to evaluate the extent to 

which system stability is affected by the RE generation. Furthermore, methods of 

optimization are used to determine the reactive power deficient nodes in the NITS, 

which serve as the basis for the stability enhancement measures. The óoptimumô 

penetration level of RE in the NITS considering voltage and loading limits is also 

identified using optimization techniques. 

The simulation results show that the target scenario is the most prone to both static 

and dynamic voltage instability. The transient stability analysis however reveals 

the post-target scenario to be unstable. The simulations and analysis additionally 

indicate that implementing the proposed measures indeed enhances the stability 

of the NITS. Finally, this research shows that RE integration is ótechnicallyô 

feasible in Ghana as long as the required network reinforcements and operational 

changes are accordingly considered. 
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1 Introduction  

1.1 The Ghanaian Power System 

Electricity demand growth in Ghana is projected to increase beyond the estimated 

10% annual load growth in the coming years. For instance, a coincident peak 

demand of approximately 2,800 MW was recorded for the year 2019, which 

represents a 12% increase in the 2018 peak demand value (2,500 MW) [1]. 

Similarly, the 2018 peak demand of 2,500 MW represented approximately 15.1% 

and 14.2% percentage increase over the peak demands for 2017 and 2016 

respectively [2]. Power generation1 in Ghana is mainly from hydro and thermal 

(crude oil, natural gas and diesel) sources, with respective percentage shares of 

37.7% and 61.4% as at the end of 2018 [3]. The generation mix at the end of the 

year 2019 comprised 40.5% and 58.8% of hydro and thermal generation 

respectively [4]. The remaining percentage share accounts for imports and 

renewable power generation, which is currently only from photovoltaic (PV). 

Based on current generation expansion plans, thermal power generation is 

expected to increase to more than 66% of the projected total generation, while 

generation from hydro and PV reduce to 33% and 0.3% from the year 2020 

onwards [3]. 

The current thermal-biased power generation in a developing country like Ghana 

increases the risks of economic adversities that challenge the viability and 

sustainability of local utility companies as well as general commercial operations 

in the country. A report from the Ghana Energy Commission indicates that 

approximately US$ 1.04 billion [2], which represents 1.6% of the 2019 national 

GDP2 [5, 6], was the estimated annual cost of fossil fuels for thermal power 

generation [3]. Furthermore, about 20% of the required gas and 100% of all other 

fuels (light crude oil, LCO, heavy fuel oil, HFO and diesel) are imported [7], 

which increases the dependency of thermal generation on diverse external factors. 

Disruptions in fuel supply either locally or from imports increase the likelihood 

of power crisis, which hitherto has had damaging effects on the nationôs economic 

growth. Fuel supply for thermal generation has been erratic in previous years due 

 
1 Power generation in Ghana was hydro-based until 2015. Due to sporadic rainfall patterns and the reduction in 

the annual rainfall for hydro generation which led to power crisis, several thermal plants have been commissioned 

into operation since 2016. The result is the current óthermal-biasedô power generation in the country. 
2 The GDP for the year 2019 was US$ 67.08 Billion  
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to damaged pipelines and uncleared financial agreements between trading parties 

(indebtedness to fuel suppliers) [3]. This has therefore affected the reliability of 

power supply and the efficiency of the entire power system since 2011. The 

availability of the hydro plants has also been lesser than expected due to 

insufficient water levels in the water reservoirs. The dependence on the nationôs 

hydrological pattern results in seasonal changes in generation such as more hydro 

generation in the rainy season and more thermal generation in the dry season, 

when there is low water for hydro generation. Although Ghana boasts of sufficient 

installed generation, its dependence on only hydro and thermal sources [8] 

coupled with existing fuel supply unreliability, which renders most of the thermal 

units non-operational [1ï3], [9] leaves only about 50% of the installed generation 

available for power generation [7]. 

Available generation in the national interconnected transmission system (NITS) 

is thus barely enough to meet the nationôs demand, which in many cases has 

resulted in load shedding. To simultaneously deal with this problem and reduce 

the nationôs dependence on fossil fuels, a Renewable Energy Act (Act 832) was 

passed in 2011 to govern ñthe development, management, utilisation, 

sustainability and adequate supply of renewable energy for generation of heat and 

power and for related matters.ò [10]. The forms of energy considered in the Act 

include wind, solar, hydro (less than 100 MW [11]), biomass and biogas [10].  

In relation to power supply from renewable energies (RE), a national target was 

set to increase the share of RE in the national energy mix to 10% of the total 

installed capacity by the year 2020 [11, 12]. To achieve this target, diverse 

projects such as the development of grid-connected PVs and wind farm, mini-

hydro and bio-fuel projects etc were proposed by both the government and private 

investors. More specifically, the government has put in place measures such as 

tax óholidaysô, import duty exemptions, Feed-In-Tariff (FIT) scheme, Renewable 

Energy Purchase Obligations (REPO), etc [11] for RE projects in order to attract 

investors and foster the development of RE. A total of 785 MW PV and wind 

projects (see table 1-1) have therefore been proposed for integration into the 

Ghanaian power system till the year 2023. These will however be integrated 

directly into the transmission network due to the limited infrastructure and 

technical constraints in the distribution networks. 

The Ghanaian power system, just like any other power system, is divided into the 

generation, transmission and distribution sectors managed by both government 

and private institutions. The power sector reform, which began in the early 1980s 

fostered major transformations by removing proprietorship barriers in all sectors 
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of the power system. The power sector reform introduced and allowed the 

participation of independent power producers (IPP) in a sector, which hitherto 

was solely owned and managed by the state. Through this reform, power 

transmission has been separated from the main power generation institution to 

allow fairness and introduce competition into Ghanaôs power market [13, 14].   

1.1.1 The Generation Sector 

The fossil fuel requirements of the thermal-based power generation in Ghana 

influence the location of the thermal power stations in the network. Most of the 

generating units are located along the coast in the south due to the proximity to 

fuel sources or fuel reception points for the ease of fuel transportation [15]. The 

location of the major load centres in the south also impacts the placement of 

generating stations in the network. Table 1-1 provides a summary of the 

generation units with their respective installed capacities, unit types, fuel used and 

locations in the country. A pictorial view of the sizes and locations of the 

generation units in the NITS is presented in Figure 1-1. Two modes of operation 

ï combined and simple cycle operations are used for thermal generation in the 

NITS. The combined cycle (CC) plants (marked with asterix* in Table 1-1) 

employ a heat recovery steam generator (HRSG) to capture the exhaust gas to 

produce steam for power generation.  

As seen from the table all conventional power plants except for the Bui generating 

station (GS) are located in the south. The Bui GS, which is the second largest 

hydro plant is currently the only available generation in the north. This generation 

unit is also a peaking plant which means it is only operational during the peak 

period or when system demand is high. Resultingly, there is no available 

generation in the north during the off-peak period. Existing loads in the north of 

the NITS are thus supplied with power from the south using long transmission 

lines. More than 70% of the proposed PV units will  be located in the north due to 

higher solar irradiation and the availability of large expanses of land in the north.  

The Volta River Authority (VRA), a state-owned institution, is currently the 

largest power producer in Ghana with 47% share of the total installed capacity. 3 

The remaining 53% of the installed capacity is managed by the Bui Power 

Authority, BPA (with about 8% share) and other IPP.   

 
3 The share is made of approximately 52% and 48% hydro and thermal generation respectively 
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Table 1-1: Power Plants in the Ghanaian NITS [1, 2, 7] 

Generating Unit Installed 

Capacity (MW) 

Unit Type Fuel Required Location 

Akosombo GS 1,020 Hydro Water South-East 

Bui GS   404 Hydro Water North-West 

Kpong GS   160 Hydro Water South-East 

Takoradi Thermal 

Power Plant, T1*4 

  330 Thermal Oil/Natural Gas 

 

South-West 

Takoradi Thermal 

Power Plant, (T2)*  

  340 Thermal Oil/Natural Gas South-West 

CENIT   110 Thermal LCO/Natural 

Gas 

South-East 

Tema Thermal Plant 1, 

TT1PP 

  110 Thermal Oil/Natural Gas South-East 

Tema Thermal Plant 2, 

TT2PP 

   80 Thermal Oil/Natural Gas South-East 

Sunon Asogli Power 

Plant (SAPP) I*  

  200 Thermal Natural Gas 

 

South-East 

Sunon Asogli Power 

Plant (SAPP) II*  

  360 Thermal Natural Gas South-East 

CENPower   330 Thermal LCO South-East 

Ameri   250 Thermal Natural Gas South-West 

KTPP   220 Thermal Oil/DFO South-East 

Karpower5   470 Thermal HFO South-East 

Aksa    260 Thermal HFO South-East 

Early Power   200 Thermal Natural Gas South-East 

Total Generation 4844    

Proposed Plants to attain the 10% RE Penetration by the year 2020  

Ayitepa Wind   225 Wind Wind South-East 

Ada Wind    50 Wind Wind South-East 

GIC     50 PV Solar  North-East 

Green Electric    40 PV Solar  North-East 

Sankana   100 PV Solar  North-West 

Savanah   100 PV Solar  North-East 

Signik    50 PV Solar  North-West 

WhiteCap   100 PV Solar  North-East 

Windiga     20 PV Solar  North-East 

Ayitepa Solar     20 PV Solar  South-East 

TFI Solar     30 PV Solar  South-East 

 
4 *: Combined Cycle Plants 
5 : The Karpower ship was originally (and at the time of modelling) located in the south-east but is currently 

located in the south-west. 
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1.1.2 The Transmission Sector 

Power transmission in Ghana is realized through the NITS (see figure 1-1), which 

is connected to the transmission systems of the three neighbouring countries: 

Ivory Coast to the West, Burkina Faso to the North and Togo/Benin to the East. 

The NITS consists of approximately 6,500 km [1] of transmission lines at three 

voltage levels; 330 kV, 161 kV, and 69 kV6 (see figure 1-1). Although 161 kV is 

currently the main transmission voltage in the NITS, plans are underway to make 

330 kV the main transmission voltage. The existing 330 kV lines are currently 

used to transport power from the generating units in the west to the load centres 

in the east. The 69 kV is used in the extreme east of the NITS due to the low 

demand and sparse nature of the loads in that part. The 225 kV transmission lines 

currently serve as the tie-line between Ghana and Ivory Coast. Interconnections 

from Ghana to Togo and Burkina Faso which are currently through 161 kV 

transmission lines, are being upgraded to 330 kV and 225 kV respectively under 

the West African Power Pool (WAPP)7 [16, 17] scheme. The NITS is also 

equipped with 65 substations (bulk supply points, BSPs), which are used to 

distribute power to local consumers [1]. The transformer capacity as at the end of 

year 2019 amounts to approximately 9,000 MVA with a total of 123 transformers 

[1] at operating voltages of 330/161 kV; 161/69 kV; 161/34.5 kV; 161/11.5 kV.  

The NITS is characterised by a longitudinal structure based on the countryôs 

geography and landscape. Owing to the location of thermal generating units 

mostly in the south and the uneven population density across the country coupled 

with its longitudinal structure, large distances are covered during power 

transmission with lines longer than 80 km. The transmission capacity (line loading 

limit) of such lines (lengths between 80 km and 320 km) is no more limited by 

the thermal capacity but by the voltage maintenance (voltage drop limits) [18]. 

Voltage maintenance therefore becomes very important in the efficient operation 

of the Ghanaian power system, which is currently managed using diverse reactive 

compensation devices. 

 
6  A peculiar feature of the NITS is the use of 69 kV voltages in the transmission network. These lines were 

originally intended to be 161 kV lines but are now operated at 69 kV due to the light loading in the part of the 

network. 
7 The West African Power Pool (WAPP) is an institution created by 14 of the 15 member States of the ECOWAS 

(Economic Community of West African States) to amalgamate the individual national power systems into a 

regional power system with the aim of fostering and easing electricity trade in the west-African sub-region. 
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Figure 1-1: The National Interconnected Transmission System (NITS) of Ghana 
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Reactive power compensation in the NITS thus range from classic compensation 

devices such as fixed capacitors and shunt reactors with total capacities of 310 

MVAr and 230 MVAr respectively to FACTS devices, which is currently only a 

40 MVAr Static Synchronous Compensator - STATCOM [1].  

1.1.3 The Distribution Sector 

Power distribution in Ghana is managed by two state distribution companies - the 

Electricity Company of Ghana (ECG) and the Northern Electricity Distribution 

Company (NEDCo) ï and a private-owned distribution company, the Enclave 

Power Company (EPC), which has been in operation since 2009 [19]. ECG 

operates and manages the distribution networks in nine of the 16 regions in the 

country; Ashanti, Ahafo, Central, Eastern, Greater Accra, Volta, Western, 

Western North and Oti Regions with a net demand of 62.4% of the total system 

peak [1]. The distribution networks in the remaining seven regions; Bono East, 

Bono Region, Upper East, North East, Upper West, Northern and Savannah [1] 

and the northern parts of the Ashanti, Oti, and Western North Regions [20] are 

managed and operated by the NEDCo with a total demand of 7.5% [1]. The EPC, 

with a demand of 1.5% of the total system peak is responsible for power 

distribution in the Tema Free Zone Enclave in the Greater Accra region [7, 19]. 

The remaining 28.6% accounts for power exports to Togo/Benin and Burkina 

Faso, loads in the mines and VALCO8 as well as losses [1]. The distribution 

network demand accounts for about 80% of the total system demand [1]. 

1.1.4 Institutional Framework  

Ghanaôs power system comprises diverse bodies that play various roles in its 

management and day-to-day operations. Nine different institutions under the 

office of the president as presented in figure 1-2 are currently involved in the 

power sector with functions such as policy making, planning and daily grid 

operations. The institutions include the Ministry of Energy, Energy Commission, 

Public Utility Regulatory Commission, Independent Power Producers, Volta 

River Authority, Bui Power Authority, Ghana Grid Company, Electricity 

Company of Ghana and the Northern Electricity Distribution Company [21]. All 

institutions are state-owned except the IPPs, which consist of several private-

owned generating companies with and without government shares.  

 
8 VALCO, the Volta Aluminium Company is a government owned aluminium smelter in Ghana with an estimated 

demand of 3% of the total system demand.  
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Figure 1-2: Overview of the Organisational Structure of Ghanaôs Power Sector 
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Ministry of Energy : The Ministry of Energy (MoE) is a Government of Ghana 

ministry created for the sole responsibility of policy formulation, implementation, 

monitoring and evaluation. It is also responsible for supervising and coordinating 

activities in all energy sub-sectors [22]. The MoE has an additional function of 

serving as the liaison between the Government and people of Ghana [21]. 

Energy Commission: Ghanaôs Energy Commission (EC), set up in 1997 under 

the Energy Commission Act (Act 541) is mandated with the regulation, 

management, development and utilization of energy resources in the country. The 

EC serves as the government advisor on energy related issues [23] and is thus 

known as the nationôs technical regulator and energy policy advisor. The EC is 

also responsible for issuing licenses to developers of energy in the country [24].  

Public Utility Regulatory Commission (PURC): The PURC is an independent 

state institution that regulates utility services such as water and electricity. It 

provides guidelines for electricity rates and other utility charges. Pricing and 

charges in the generation, transmission and distribution sectors are regulated by 

the PURC. 

Volta River Authority (VRA) : The Volta River Authority was instituted by the 

Government of Ghana in 1961 to solely generate, transmit and distribute power 

in the country. Through the power sector reform however, this mandate is now 

restricted to only power generation [25]. Approximately 47% of the countryôs 

installed generation capacity (2,260 MW) is operated by the VRA [1].  

Bui Power Authority  (BPA): The BPA operates the Bui Hydro GS, one of the 

three main hydro generating stations in the country [26], with about 26% share of 

the total hydro generation capacity and 8% of the total installed generation 

capacity. The Bui hydro generating station is the second largest hydro generating 

unit in the country.  

Independent Power Producers (IPP): The power sector reform in 2005 allowed 

the introduction of IPPs into Ghanaôs power system. The IPPs are private owned 

companies that generate and sell power to the public. About ten IPPs exist in the 

country, which currently only operate thermal generating units, which make up 

about 45% of the total installed generation capacity.   

Ghana Grid Company (GridCo) : GridCo was established in accordance with 

the requirements of the power sector reform to be an independent entity 

responsible for the transmission of power in the country. The exclusive operation, 

planning and management of the NITS remains the responsibility of GridCo [27].   
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Electricity Company of Ghana (ECG): The ECG is an entity responsible for the 

distribution of electricity to consumers in the southern electricity distribution zone 

(SEDZ) of the country [1]. It is the nationôs largest distribution company serving 

more than 60% of the total system demand. 

Northern Electricty Distribution Company  (NEDCo): NEDCo was originally 

established by the VRA to distribute power in the northern regions. However, 

through the power sector reform, it is now a wholly owned subsidiary of the VRA 

[28]. NEDCoôs current operational area covers about 64% of the national 

geographic area [1, 28] and about 7.5% of the total demand [1]. 

1.2 Research Background 

The longitudinal structure of Ghanaôs power system, the countryôs landscape and 

natural distribution of resources present diverse challenges, which adversely 

affect power system operations. The longitudinal structure and the non-uniform 

distribution of load and generation (see Figure 1-3), creates the need for long 

transmission lines from the generation units to the various load centres. As the 

transmission capacity of such long lines is not limited by the thermal capacity of 

the lines but by the voltage drop limits [18], the part of the network with the longer 

transmission lines is often plagued with voltage problems such as higher voltages 

in less populated areas and low voltages in dense areas. During light load 

conditions, as is the case in the  north [29], (due to lower economic activities), the 

capacitances on the line increase more than the inductance resulting in high 

voltages at the end of the line. This is reflected in the extreme high voltages at the 

end of the long transmission lines in the north [29], which require additional 

reactive compensation to deal with. On the other hand, the fast-pace economic 

and industrial activities in the south of the country have contributed to increased 

loads with very high demand and utilization of the transmission lines in the south 

resulting in low voltages. The high utilization in the dense part of the network 

again leads to transmission line and equipment overloads, which are recorded on 

regular bases in the network. Violations of both the upper and lower voltage limits 

are therefore recorded even during normal operation of the NITS. Existing poor 

customer-end power factors and insufficient reactive power compensation 

contribute to worsening the existing voltage violations [2]. Maintaining voltages 

within the prescribed voltage range is important in the day-to-day operation of the 

NITS. Figure 1-3 illustrates the location of the major loads and the generating 

units in the NITS.  
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Although some measures have been put in place to manage the constraints in the 

NITS, these have not been adequate to fulfil the operational requirements 

specified by the national grid code. Frequent load shedding and disconnection of 

loads with long-term effects on system stability and potential system-wide 

blackout are the consequences of these operational constraints, which are 

regularly experienced in the NITS.  

 

 
Figure 1-3: Generation and Demand Distribution in NITS 

Furthermore, based on the natural distribution of resources in Ghana, higher solar 

irradiation is available in the north of the country where the existing demand is 

low (largest load is estimated to be only about 3% of the largest load in the NITS). 
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Despite, the availability of large expanse of lands in the north makes the north 

suitable for the installation of the PV units. The introduction of PV units in the 

north therefore creates an opportunity also for loads in the north to be served 

locally. However, with majority of the load concentrated in the south (see Figure 

1-3), power generation from PVs in the north will require an increased percentage 

of PV generated power to be transported to the load centres in the south, where 

demand is higher. This alters the original unidirectional power flow from the 

ósouth to the other parts of the networkô to a bidirectional flow, where power flow 

is not only from generation units in the south but also from the north. The 

bidirectional flow raises concerns on the reliability and quality of the transmission 

infrastructure especially in the north, which hitherto had less and underdeveloped 

transmission infrastructure.  

RE integration in the NITS is enabled by various sections of Ghanaôs RE Act 832. 

Sections 26 and 30 of the Act for instance describe respectively the óRenewable 

Energy Purchase Obligation, (REPO)ô and ñconnection to transmission and 

distribution systemò [10]. These offer connection priority to RE generators in the 

power system and mandate distribution utilities and bulk customers to procure a 

specified percentage of RE generated energy. The fulfilment of these sections 

requires a reduction in power generation from the conventional units during 

periods of óhighô PV generation in order to safely meet the demand without the 

risk of over-generation, which has detrimental effects on system stability. A 

reduction in power generation from the conventional units results in a reduced 

system inertia and the reactive power contribution of such units, which leads to a 

decrease in the available reactive power with a subsequent effect on voltage and 

transient stability.   

The operational challenges introduced by the RE integration require a thorough 

investigation of their effects on system stability. This is particularly important 

because the RE units will be directly connected in the transmission system, where 

faults generally have greater impacts than in the distribution system [30]. The 

extent to which renewable power generation affects the grid will be evaluated in 

this thesis with the aid of network simulations. The appropriate mitigation 

measures, which will ensure the secure and stable operation of the NITS with a 

higher share of RE will also be investigated. To this, scenarios will be developed 

to consider changes in the network such as new generating units, load increase 

and transmission infrastructure upgrade, etc for specific study years.
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1.3 Research Questions 

As part of measures to ensure the successful integration of RE into Ghanaôs NITS, 

this research seeks to evaluate the impacts of the renewable power generation on 

the stability of the NITS. This research work thus aims at answering the following 

research questions:  

1. To what extent can the current power system accommodate renewable 

power generation? 

a. What is the operating condition of the current network? 

b. What potential bottlenecks exist in Ghanaôs NITS? 

c. What measures can be taken to improve the identified bottlenecks? 

d. What operational and structural changes are required in the network 

for the RE integration?  

2. How does the RE integration affect grid stability?  

a. To what extent does the RE integration lead to instability? 

b. What is the optimum RE penetration level required to maintain grid 

stability?   

c. What measures need to be taken to enhance grid stability? 

1.4 Research Contributions 

This research brings to light new evidence on existing issues in Ghanaôs power 

system. The results of the thesis provide valuable information to power system 

operators and stakeholders in Ghanaôs energy sector on the effective integration 

of RE in the power system. The proposed strategies for the successful grid 

integration of RE in Ghana will also be beneficiary to other countries in the early 

stages of the RE integration especially in the sub-Saharan Africa as well as 

countries with comparable network features. The analyses presented in this 

research offer insights into the operational changes the grid integration of RE 

introduces in the Ghanaian power system. The outcome of this research also forms 

part of the technical documentation of the RE integration in the NITS as part of 

the RE development in Ghana. More specifically, the results of this work are 

expected to provide valuable contributions in the following aspects: 
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¶ The development of a network model of Ghanaôs transmission system, 

which is suitable for both static and dynamic analysis.  The network model 

serves as a benchmark for diverse research (presently and in the future) 

involving the modelling and analysis of Ghanaôs NITS as well as other 

networks with similar characteristics (longitudinal structure, uneven load 

distribution, limited network infrastructure, voltage issues and also in the 

early stages of the RE integration, etc.). The developed model and the 

analysis carried out make this research the first of its kind in the country. 

¶ Assessment of the technical feasibility of the RE integration in the NITS. 

Through various analysis, this research determines clearly whether or not 

the network is able to accommodate RE. The research also provides a 

framework of measures to be taken to enhance the network for the RE 

integration. The results of the research have already contributed to the 

changes in the RE project allocations in Ghana. New RE capacities in 

Ghana are now procured through renewable energy auctions and 

competitive bidding programmes.    

¶ Optimization methods are proposed for identification of the optimal 

placement and sizing of reactive power compensation devices as well as 

the optimum share of RE the network can accommodate considering the 

current technical constraints such as voltage limits, transmission line 

loadings and power losses. 

¶ Proposal of novel measures for the improvement of system stability, which 

suits the characteristics of the NITS and are tailored to fit the economic 

and technical constraints in the Ghanaian network.  

1.5 Thesis Outline 

The introduction to the dissertation in chapter 1 offered an overview of Ghanaôs 

power system with the corresponding sectors. The research motivation, which 

highlights the research background and serves as the foundation of the research 

was also presented. The research questions and scientific contribution of the thesis 

conclude chapter 1. Chapter 2 presents the literature review with a detailed current 

state of the art of research and a brief research gap analysis.  

The modelling of the NITS with its components is presented in chapter 3. The 

network model is developed using real data of Ghanaôs power system. The 
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national electricity grid code and the renewable energy sub-code for NITS 

connected renewable energy power plants are introduced and briefly reviewed in 

this chapter to highlight the allowed limits for voltages, loadings, etc. The 

development of the study scenarios that consider different network conditions is 

also presented in this chapter.  

Chapter 4 focuses on the steady-state analysis performed in this research. Load 

flow analysis is performed to identify the bottlenecks that exist in the NITS. The 

appropriate and prospective corrective measures for the bottlenecks are further 

proposed. The contingency analysis is subsequently carried out to ascertain the 

(n-1) reliability of the network and also identify the critical transmission lines. 

The effects of different combinations of RE generation (as a result of weather 

changes) are further investigated in this chapter.  

The stability analysis is presented in chapter 5. Voltage and transient stability 

analysis are considered preceded by a brief overview of the concept of power 

system stability. P-V and Q-V curves are used to assess the static voltage stability 

of the NITS with different RE penetration levels. The dynamic voltage stability 

analysis is carried out using time-domain analysis (RMS simulations) for the loss 

of load, generation and transmission line. The networkôs ability to respond to large 

disturbances is also investigated in the transient stability analysis. Novel measures 

to enhance the stability of the NITS are discussed in chapter 6. The optimum 

location and sizing of FACTS devices as well as the optimum RE penetration 

level are determined using the genetic algorithm method of solving optimization. 

Chapter 7 concludes the dissertation with a brief summary of the research and also 

highlights the limitations of the thesis. Suggestions and recommendations for 

future research work, which fall within the scope of this thesis are also presented. 
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2 Research Gap Analysis  

With increasing shares of RE being integrated into power systems world-wide, 

the need to address the challenges associated with the RE integration also 

increases. Due to its complexity and comprehensiveness however, the topic of 

grid integration of RE has been investigated focussing on aspects such as the 

impacts on power system parameters as well as implementation strategies for 

individual countries. 

This chapter reviews some existing literature and identifies the gaps in research, 

which will be addressed in this thesis. Aspects of the topic considered include the 

grid integration of RE in sub-Saharan Africa, the methods of analysing stability 

and the effects of RE on system stability as well as measures to improve system 

stability. The deductions made from the research gap analysis are summarised at 

the end of the chapter.    

2.1 Grid Integration of RE in Sub-Saharan Africa  

The researches of Elombo et al. [31, 32] review the grid integration of wind energy 

in Namibia. The impacts of penetration levels and the point of connection of wind 

generators in the sub-transmission network are investigated. To this, the 

characteristics of two wind generator technologies: the direct-driven synchronous 

generator (DDSG) and doubly-fed induction generator (DFIG) are compared to 

ascertain their relative performances. The review of the wind generator 

technologies reveals that DDSGs have higher voltage stability limits than DFIGs 

due to their peculiar characteristics. While the DDSG is equipped with external 

excitation for additional reactive power control, the DFIG generally absorbs 

reactive power from the network, which reduces the available reactive power and 

leads to voltage instability. The use of DFIG thus creates the need for additional 

reactive power compensation within the vicinity of the wind generator. 

Simulation results indicate that wind generators positioned closer to conventional 

generating units have severe impacts on the transient stability of the network than 

wind generators farther away. This leads to the conclusion that wind generators 

farther away from conventional generating units is beneficial for the stability of 

the network. The researches further investigate the impact of automatic voltage 

regulators (AVR) and recommend them for improving the transient instability that 

arise from the increasing penetration levels of wind generators. 
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The research of Bello et al. [33] reviews the planning process for RE integration  

in South Africa and proposes a standardized concept for the planning, design and 

operation of distribution networks in the country using the SMART Grid 

approach. Expected planning limitations and technical issues associated with the 

RE integration in the South-African network are highlighted. Violation of the 

steady-state voltage limits, increased equipment thermal ratings, increased faults 

levels from RE generating units, rapid voltage change and transient instability are 

reviewed, to which standardized approaches using smart grid are proposed.  

The German experience of the grid integration of RE sources is discussed in the 

research of Buchholz and Sassnick [34]. The research highlights various plans to 

integrate different percentages of RE in the German power system with different 

timelines. The economic incentives and legalities of network connections and 

operation required for the RE integration are presented in the research. The 

authors emphasize that the high financial gain derived from RE power generation 

in Germany through the diverse incentives offered by the state is among the main 

factors for the rapid expansion of the RE sector. Challenges associated with the 

integration of large-scale wind power in the German transmission network are 

identified to be the variability of wind energy, the need for additional transmission 

capacity and the behaviour of wind generators during faults. Precise weather 

forecasts and special wind energy prediction tools are proposed to help deal with 

the variability of wind energy. Grid expansion, which is proposed for the 

transmission system is for instance also restricted by legal difficulties and 

prolonged processes in obtaining the appropriate permissions. As solutions 

currently exist for all possible challenges of the RE integration in Germany, the 

authors conclude that unlimited shares of RE can be integrated as long as given 

guidelines are adhered to.  

The research of Cochran et al. [35] reviews the integration of variable RE (VRE) 

sources (solar and wind) in different countries across the globe with different 

markets and power systems. The research summarises the approaches used in 

countries like Australia, Denmark, Germany, Ireland, Spain and the United States 

of America in the effective integration of VRE sources. The research concludes 

that although there is no one-size-fits-all approach, each of these countries has 

crafted individual policies, market designs and system operations, which all 

revolve around five major points namely system operation improvement; 

developing enabling rules for system flexibility; public engagement; coordinated 

and integrated planning and access expansion to different resources.  
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In [36], Enslin investigates the impact of the grid integration of RE and proposes 

a combined effort solution on three main levels, gathering experiences from major 

utility companies and system operators in the United States of America. The 

research confirms that the remote locations of the renewable resources introduce 

unique challenges in the power system to which additional transmission capacity 

is required. Challenges introduced by the RE integration could be managed with 

traditional planning and operational measures as long as penetration levels remain 

between 10 ï 15%. A dramatic change in system planning and operation is 

however required at penetration levels above 20%. Grid integration of RE at 

ósubstantialô levels require the consideration of the steady-state and dynamic 

properties of the network with the available static and dynamic reactive power 

compensation. Studies are thus required to analyse the n-1 state, short-circuit, 

transient and voltage stability, power quality and electromagnetic transients of the 

network. Studies and experience however indicate that the availability of adequate 

conventional generating units to provide balancing power and precise load 

following in the power system is necessary for the successful integration of RE. 

Three major planning and operational solutions proposed for the integration of 

high penetration levels of RE include a) diverse generation mix in the power 

system, b) advanced transmission facilities such as flexible ac transmission 

system (FACTS), high-voltage direct-current (HVDC) transmission and fast 

responsive energy storage and c) demand response options like smart grid, 

demand-side management (DSM) and distributed energy storage. The research 

concludes that although experiences in other parts of the world are good examples 

to learn from, they may not necessarily be 100% appropriate for other countries 

due to the specific grid designs and load. 

2.2 Methods of Improving System Stability  

In the research of Essilfie et al [37], the use of Static VAR Compensators (SVC) 

to improve the stability of the Ghanaian power system is investigated. Small-

signal stability and contingency (line and generator) analysis were carried out to 

compare the behaviour and response of the SVC and fixed compensator. While 

the line contingencies were performed on three major transmission lines in the 

north, middle and south of the network, the generator contingencies were carried 

out on generators from the three main generating stations. The continuation power 

flow (CPF) method was used to develop P-V curves to assess the static voltage 

stability of the network. The results indicate that a higher loadibility limit was 
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achieved with the SVC in all scenarios considered. The installation of the SVCs 

(at different points in the network) improved the stability of Ghanaôs power 

system and complemented one another during contingencies in the north and 

south. Contingencies in the mid part of the network were found to produce a 

counterreaction of the SVCs against one another. Some voltage ócriticalô points 

in the network also did not react to the SVC which call for further analysis as the 

authors suspect the SVCs could not regulate the voltages at these points.  

The effect of Static Synchronous Compensator (STATCOM) on the voltage 

stability of the Ghanaian power system is assessed in [29]. With prior information 

on the vulnerability of the northern part of the network to voltage instability, the 

proposed STATCOM was installed in the north and its effect on the overall system 

stability assessed. The effect of the STATCOM on the tie-line between Ghana and 

Burkina Faso, which is in the north is also investigated. The northern part of the 

network is identified to be voltage vulnerable due to its low load and very long 

transmission lines. The behaviours of the STATCOM and fixed compensator 

were compared during both line and generator contingencies. The effect of the 

tuning status of the STATCOM on its performance and the voltage stability is 

investigated using P-V curves. The results indicate that in addition to the 

STATCOM controlling the voltages of busbars within its proximity better than 

those far away, the voltage stability margin of the network was improved. A 

loadability limit of more than 20% was achieved with the STATCOM during both 

normal and contingency conditions. On the other hand, a loadability limit of only 

6% was achieved with the fixed compensator for normal operating conditions 

while voltage collapse occurred during contingency. The proper tuning of the 

STATCOM also contributed to an optimum voltage control in the network. The 

authors conclude that the tie-line influences the loadability of the entire network 

as the receiving end of the bus has a relatively low voltage. Owing to the length 

and complexity of the tie-line, the voltage stabilizing effect of the STATCOM 

could not be confirmed, hence the need for further investigation on the tie-line.  

The use of power system stabilizers (PSS) and AVR in improving the Chinese 

power system is presented in the research of Fang et al [38]. An experiment was 

performed by installing PSS on some generators and it was evident that the 

oscillatory stability was much improved. With the PSS in service, the theoretical 

maximum power transfer of the network was obtained. Without the PSS however, 

an AVR with a very high gain was required to keep the terminal voltage constant 

and increase the transient stability in order to achieve the theoretical maximum 

power transfer. As AVRs with very high gains tend to cause oscillations, the 
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combination with PSS proves to increase the maximum power transfer and reduce 

the oscillations. Simulation results further show that in addition to increasing the 

maximum power transfer, all swing modes were significantly damped with the 

PSS in service. The authors conclude that the installation of the PSS with the AVR 

not only improves system stability but also results in great economic benefits to 

the power system.  

In [39], Qiao et al. investigate the effects of FACTS devices in a 12-bus 

benchmark power system with a high share of wind power generation and 

identifies the corresponding challenges in system operation. Challenges identified 

include voltage regulation problems, transient instability, power oscillation 

damping and power flow control. Two FACTS devices ï the Static Synchronous 

Compensor (STATCOM) and Static Synchronous Series Compensator (SSSC) 

are proposed as solutions to the operational problems. Apart from providing 

dynamic voltage and active power control, these FACTS devices relieve 

transmission congestion and improve transient stability and power oscillation 

damping. The voltage support provision of the STATCOM improves the 

capability of the wind farm to ride through faults, which translates into 

uninterrupted system operation. The research concludes that FACTS devices are 

effective in providing dynamic voltage control for wind generating units, dynamic 

active power control for transmission lines while improving transient stability and 

relieving transmission congestion.

2.3 Impact of RE Integration on Grid Stability  

The research of Eftekharnejad et al. [40] studies the impact of different 

penetration levels of PV on the steady-state voltage and transient stability of a 

large interconnected transmission system. A generic network model, which 

represents a portion of the Western U.S. interconnection is used for the analysis. 

While the lack of reactive power support is one of the main issues with high PV 

penetration, countries like Germany have allowed the use of distributed 

generation (DG) in voltage regulation as a means of managing the reactive power 

deficit. To mitigate the voltage problems caused by the high PV penetration, 

preventive measures like switching off capacitive shunts or adjusting the voltages 

of conventional generating units are enforced. Simulation results revealed that 

voltage and frequency oscillations in the network were well damped in the case 

of 20% PV penetration. The case with no PV however showed rotor instability 

and poorly damped voltage oscillations. The research draws the conclusion that 
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the grid integration of RE has both beneficial and detrimental impacts on the 

steady-state and transient performance of the network. Factors such as the 

penetration levels, type of disturbance, fault location and system topology are 

important factors that determine the level of impact on the network.  

The impact of RE integration on voltage stability is investigated in the research 

of Toma and Gavrilas [41]. The Continuation Power Flow (CPF) method is 

employed to develop P-V curves to assess the static voltage of IEEE 14-bus test 

system. For the analysis, three different study cases are developed, which reflect 

different wind penetration levels. Contingencies were simulated to investigate the 

n-1 state of the network for the investigated study cases. Simulation results 

indicate that with increasing wind penetration, the stability limit of the network 

decreased as the system lost stability at lower loading values. The stability limit 

of the system under contingencies was as expected lower than in the case without 

contingencies. The research concludes that the grid integration of RE could have 

a negative impact on the voltage stability of the network depending on existing 

technical constraints.  

The transient stability of a power system (simple test model) with large-scale wind 

power is analysed in the research of Pingping et al. [42].The stability analysis is 

carried out under two voltage control strategies ï fixed power factor and fixed 

voltage. Single-phase-to-ground and three-phase faults are simulated in the 

network, which reveal that operating the wind generators in the fixed voltage 

control mode is beneficial in regulating the voltages at the stator terminals due to 

the available reactive capability. No reactive power support is provided in the 

fixed power factor mode, which leads to the DFIG absorbing reactive power from 

the system during fault and delaying the post-fault voltage recovery. The reactive 

capability of the DFIG in the fixed voltage mode showed improvement in the 

fault-ride-through and transient stability characteristics. The research concludes 

that the reactive power control of the DFIG can contribute to maintaining the 

voltage at the wind plant during a voltage sag depending on the control mode and 

as long as the DC voltage of the DFIG is within the given limits.   

The research of EL-Shimy et al. [43] investigates the impacts of large scale wind 

power on the transient and dynamic voltage stability of the power system using 

the IEEE 9-bus system. The maximum penetration level required to ensure 

stability (voltage and transient) is determined by considering different penetration 

levels of wind power. The effect of a Static Var Compensator (SVC) on network 

stability is also analysed. The presence of the SVC in the network resulted in a 
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prolonged settling time of the power angles, which in effect is a reduction in the 

system damping. Both transient and voltage instability were observed when the 

penetration level was increased beyond 77%, due to the insufficient reactive 

power in the network. The research concludes that despite the increased settling 

time of the power angles, the network was found to be both voltage and transient 

stable.  

The research of Bueno et al. [44] presents an assessment of the stability of 

transmission systems with large utility-scale PV units (USPVU) using a generic 

model. The transient and small-signal stability are analysed in a network with real 

loading conditions and high PV penetration levels. For the small-signal stability 

analysis, the eigenvalues of the network are calculated to identify the critical 

modes, which are used as the basis for the transient stability analysis. Analysis of 

the small-signal stability shows that the criteria for dispatching and committing 

conventional generating units by USPVUs play a significant role in the system 

behaviour. Thus, it is important to keep the ócriticalô conventional units in service 

as they can be beneficial in reducing the negative impacts of the USPVUs. The 

transient stability analysis indicate that the voltage support provided by reactive 

current during voltage sags in USPVUs contribute to improving the voltage 

profile of the network. The fault-ride-through capabilities of the PV units also 

decrease the effects of the USPVUs on system stability. The research concludes 

that the unit commitment and dispatch strategies as well as the protection/control 

strategies are critical determinants for the (oscillatory) stability of the network. 

In Shah et al. [45], the impact of large-scale PV integration on the static voltage 

stability of a sub-transmission network using the IEEE 14-bus test system is 

investigated. The research assesses the effects of large-scale PV penetration and 

the placement of the dynamic reactive compensation devices: Static Synchronous 

Compensation (STATCOM) and Static Voltage Compensator (SVC) on voltage 

stability. Three main methodologies: Q-V Modal Analysis, Continuation Power 

Flow (CPF) and the Trajectory Sensitivity Index (TSI) are used in the analysis. 

The TSI analysis is used to determine the suitable location of the dynamic reactive 

compensation devices while the Q-V analysis and CPF are used to analyse the 

effects of PV penetration on different system parameters. Simulation results 

indicate that the location and loading direction (conventional or realistic) of the 

PV units have an impact on the networkôs loading margin. Based on the 

simulation results, the authors conclude that the location, size and the PV 

integration approach (concentrated or dispersed) largely affect the static voltage 

stability of the network. The power factor control mode of operating the PV units 
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was found to worsen the voltage instability while the voltage control mode 

improved the stability in some cases. The STATCOM was found to improve the 

static voltage stability margin better and was more effective when used for short-

term VAR support than when placed at the weakest bus and PV generator buses. 

The placement of SVC on the generator buses was found to be effective in 

improving the voltage stability margin than placement on the weakest bus or 

placement based on dynamic VAR support. Although the STATCOM proved to 

be more effective in improving the static voltage stability, both the STATCOM 

and SVC were found to be beneficial to the static voltage stability based on their 

locations and other network conditions. 

2.4 Deductions from the Literature Reviewed  

Although extensive research has been carried out on the grid integration of RE, 

methods of improving system stability and the impacts of RE on grid stability, 

certain gaps were identified, which will be addressed in this thesis. 

Most research on the grid integration of RE extensively highlight the experiences 

and measures that have contributed to the success of the RE integration in the 

western / industrialised countries. In the case of Germany for instance, the 

economic incentives and legalities of network connections, which are identified 

to be the main success drivers are issues that are not yet fully addressed in Ghana. 

While several examples of óbestô practices are emphasised, all the practices fall 

within five main categories namely: system operation improvement, developing 

enabling rules for system flexibility, public engagement, coordinated and 

integrated planning and access expansion to different resources. These best 

practises are also applicable and required in Ghana, especially the need for 

transmission system expansion which is not only for the effective RE integration 

but also for the reliable day-to-day operation of Ghanaôs network. Although the 

researches make clear that adherence to the proposed guidelines make possible 

the integration of unlimited share of RE, Ghanaôs position as a developing country 

raises different sets of technical and economical questions on the RE development 

as seen in [46ï49], which therefore require new methodologies and approaches 

specific to the needs of the Ghanaian network.  

In all investigations presented so far, different penetration levels are simulated to 

analyse the effects on various network parameters. These studies conclude that 

high RE penetration levels have diverse effects on system stability depending on 
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the location, size and connection approach of the PV units (dispersed or 

concentrated). Methodologies for analysing the steady-state and dynamic 

properties of various networks with RE are also proposed. In analysing the 

impacts of the grid integration of RE on system stability for instance, various 

forms of power system stability are considered ranging from static and dynamic 

voltage stability to small-signal and transient stability. Most research consider the 

different forms of stability separately or as a combination using various 

techniques. Methods such as the use of P-V and Q-V curves, continuous power 

flow, VQ instability margin, etc are used in the static voltage stability analysis. 

Modal analysis and time domain simulations are also used for the small-signal 

and transient stability analysis. In developing a methodology that addresses the 

challenges of Ghanaôs network, this research proposes the use of load flow 

analysis to initially identify the existing bottlenecks in the grid. To supplement 

the methodologies for the stability analysis, different contingencies will be 

simulated to evaluate the (n-1) reliability of the network.  

A few of the research that exist on networks of developing countries and as such 

on the Ghanaian network are presented, which propose the use of SVC and 

STATCOM for improving system stability in Ghana. The researches present the 

impacts of these FACTS devices on the stability of the Ghanaian NITS and 

identify the most critical bus in the network. The analysis carried out considered 

a network without RE and thus introduces the question on how the FACTS 

devices impact the stability of the NITS with RE, which is one of the main focuses 

of this thesis. The analysis in these research were carried out with prior knowledge 

of the voltage óvulnerableô areas in the network, which were targeted for the 

installation of the FACTS device. This dissertation however aims to use voltage 

stability indices and the genetic algorithm method of optimization to determine 

the ócriticalô buses and transmission lines and to also identify the reactive power 

deficient buses, which will serve as the optimum location for the FACTS devices.  

The analysis presented in the reviewed literature were mainly carried out using 

generic network models and data. The studies in this thesis will be performed 

using a model of the Ghanaian power system with actual network data, which is 

developed in close consultation with system operators in Ghana. Additionally, 

while most researches perform the analysis of RE in the distribution network, 

existing constraints in the Ghanaian power system require that the RE be 

connected directly into the transmission network, thus requiring the modelling 

and simulation of the NITS, as will be addressed in this thesis.  
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The trend of research examined so far indicate that a lot of investigations have 

been carried out focussing on networks in industrialized countries with less focus 

on developing countries. As developing countries are currently the emerging 

economies driving global development, the power systems of such countries also 

require extensive consideration, including research on the grid integration of RE. 

In contrast to most literature, this thesis aims to consider the RE integration in the 

power system of a developing country. As most developing countries are currently 

in the initial stages of the RE integration, this research seeks to bridge the gap 

created by the trend of research on only developed countries. In so doing, this 

research will serve as an instrumental guideline to other countries with similar 

network features or in the same stage of the RE integration.   

Findings of the literature review indicate that there is no one-size-fits-all approach 

for the grid integration of RE. It therefore remains the duty of the power system 

operators to develop their own operational policies and arrangements, which fit 

the needs of the respective countries. Even though experiences from different 

countries may be good examples to learn from, they may not necessarily be 

perfect-fit solutions for other countries due to the specific and individual grid 

designs, load densities as well as the technical and economical constraints. 



 

26 

3 Network Modelling  

This chapter describes the development and modelling of the loads and generating 

units such as synchronous generators and their dynamic controls, the PV 

generators and the wind generating units as used in this research. Despite the use 

of actual network data, the lack of detailed data of some network components 

resulted in the use of a few generic models.  

3.1 System Demand  

System demand of the NITS was modelled by initially modifying the power 

factors of all loads to 0.90 (lagging), which is the required minimum specified by 

Ghanaôs transmission grid code [50]. The load power factors in the original 

transmission network data varied from 0.58 to 1 in different substations with 30% 

of the loads having power factors lower than the defined minimum. The low 

power factor is one of the reasons for the low voltages recorded at some points in 

the network [2]. To cater for the various power factor correction measures put in 

place in the distribution networks (DN), a unified power factor of 0.90 was used 

for all loads.       

All other components of the DN were aggregated and modelled as equivalent 

loads in the substations. Each of these loads consist of medium and low voltage 

DN comprising the distribution voltage regulators, reactive compensation devices 

and different load components, such as lighting and electrical appliances for both 

residential and commercial purposes.  

Loads in the NITS are made up of approximately 66.9% residential load, 2.4% 

commercial load, 22.1% industrial load and the remaining 8.6% for exports [51]. 

Due to the purely residential load in the NITS, motor loads which consume about 

60 to 70% of the total demand of a power system [52], were neglected as they 

make up an infinitesimal percentage of the total load in the NITS. The loads were 

thus modelled as simple static loads, whose demand depend on the system 

frequency and voltage. Due to lack of adequate information on the exact load 

composition, the load models were represented by constant current models, whose 

demand vary proportionally with the voltage [52]. To consider the demand growth 

in the country, which varies annually between 9.8% and 11.5%, an average annual 

growth rate of 10% was applied to the system demand for the different scenarios. 

Figure 3-1 shows a sample load profile, which in contrast to the load profiles in 
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industrialised economies like Germany is largely characterised by the lifestyle of 

the Ghanaian populace (residential load) and not the industrial loads. 

 
Figure 3-1: Typical Load Profile in the NITS 

The profile has two peaks; a minor peak in the early morning around 05:009 and 

a major peak in the evening around 19:0010. Contrary to the case in industrialised 

countries, where most industries are active in the day and thus demand peaks 

during the day, the lowest system demand is recorded in the Ghanaian NITS 

during daytime. 

3.2 Synchronous Generators   

Salient pole and round rotor generators were respectively used for the hydro and 

thermal generating units. Parameters of the synchronous generators used are 

found in Appendix A.  

3.2.1 Reactive Capability Curve 

The reactive capability limits of synchronous generators are essential in both 

voltage and long-term stability studies [18]. The limits provided by the reactive 

capability curve define the SGôs reactive power provision, which is the amount of 

reactive power the generator produces or absorbs. The capability curve also 

defines the range of operation of the generatorôs active and reactive power output. 

While a generatorôs active power output is limited by the prime moverôs 

capability, the reactive power output is limited by the armature current, field 

 
9 That is the time when daily activities begin for most people 
10 The time when most people return from work and resume household activities 
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current and end-region heating [18]. A typical generator reactive capability curve 

is given in figure 3-2.  

 
Figure 3-2: Synchronous Generator Reactive Capability Curve 

The capability curve specifically defines the limits within which the field (rotor) 

current (curve A-B), armature (stator) current (curve B-C) and the stator end 

region (end-turn) (curve C-D) of the generator must be operated in order not to 

cause overheating of the respective windings. Based on the depiction of the 

capability curve in the P-Q plane, the armature current limit appears as a circle 

with the centre at the origin and the radius equal to the generatorôs rated MVA 

and power factor (point B in Figure 3-2). For a balanced design, point B represents 

the intersection of the field and armature thermal limits. Additional limits imposed 

by the stability limits may also be shown in the reactive capability curve [18]. The 

steady-state stability limit for instance is depicted with the curve beneath the end-

region heating limit [53] (see Figure 3-2). The maximum power angle for a stable 

generator operation as well as the maximum turbine power, which determines the 

generatorôs real power are also defined by the capability curve [52]. 

Synchronous generators in the NITS were equipped with their respective 

manufacturer-specific capability curves as provided by the transmission system 

operator (TSO) and based on a few generic data for the newly added generators.  
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3.2.2 Dynamic Controllers of Synchronous 

Generators 

The dynamic controller models of the synchronous generators; exciter, turbine 

governor and PSS in the network are represented by standard controller models. 

These models were updated with real values to accurately represent the current 

practice in Ghana.  

Excitation System Models 

The principal function of the SG excitation system is to provide direct current to 

the generator field windings. The exciter uses the field current to control the field 

voltage while performing other control and protective functions necessary for the 

efficient performance of the power system. The block diagram of the synchronous 

generator excitation with its subsystems is presented in Figure 3-3.    

The excitation control elements carry out stabilizing, controlling and excitation 

regulation functions [54]. Components of this block include the AC and/or DC 

voltage regulator, excitation system stabilizer and transient gain reduction. The 

AC voltage regulator is responsible for maintaining the generator stator voltage 

while the DC regulator maintains a constant field voltage when the ac regulator is 

out of service. The automatic process of regulating system voltage results in the 

name automatic voltage regulation (regulators) ï AVR, which conditions the 

required signal to the appropriate level before being fed into the exciter [18]. The 

type of exciter and corresponding AVR are mostly defined by the generator 

manufacturers. Based on generator data from Ghanaôs network database, three 

AVR types ï IEEEAC8B, IEEEST1A and IEEEST4B were implemented in the 

generators in the model (details can be found in [54]).  

The exciter serves as the power source of the excitation system through its 

provision of DC power (excitation current) to the generator field windings [18]. 

The exciter is often a separate DC or AC generator with its field windings in the 

stator and the armature windings in the rotor [55]. The exciter is regulated by the 

AVR, which is part of the excitation control elements. The generator field voltage 

EFD is also produced by the exciter.  
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Figure 3-3: Block Diagram of a Synchronous Machine Excitation Control System [18, 54] 

Thermal generators (gas operated) in the NITS were equipped with the 

IEEEAC8B model, which is a model suitable for internal combustion engines [56]. 

The model consists of a proportional-integral-derivative (PID) controller with 

separate constants for the proportional, integral and derivative gains. The 

IEEEAC8B model is also used to represent static voltage regulators applied to 

brushless excitation systems [54, 57].  

Generators of the crude oil operated power plants were equipped with the 

IEEEST1A model, which is the most widely implemented excitation system type 

[58]. The model represents potential-source controlled rectifier excitation systems 

used for systems with excitation whose power is supplied through a transformer 

from the generator terminals and is regulated by a controlled rectifier [57]. 

The hydro generators were equipped with the IEEEST4B static exciter model ï 

potential or compound source-controlled rectifier-exciter, based on industrial 

experience, which confirms the use of static excitation for modern hydro units 

[56]. This model has both a potential and compound source rectifier excitation 
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system and is equipped with a PI (proportional-integral) regulator block [56, 57]. 

The voltage regulator of this model is digitally implemented [57]. 

Turbine Governor Models  

The block diagram and basic structure of the frequency control ï turbine governor 

in a power system is presented in the figure below.  

 
Figure 3-4: Block Diagram for Frequency Control in Power Systems [18, 59, 60] 

The main function of the turbine governor is to control the opening and closing of 

the gates or valves (for either thermal or hydro turbine) to allow more energy 

supply to regulate system frequency. The choice of governor is thus dictated by 

the type of SG being used, which is also dependent on the type of energy supply, 

i.e., round rotor for thermal generators or salient pole rotor for hydro generators. 

Details of the individualised blocks can be found in literature [18, 59, 60]. The 

dynamics of the water flow in the penstock for hydro generation such as the water 

inertia establishes the nature of the transient characteristics and influences the 

requirements of the speed governor  [18, 60]. It is therefore important to select a 

governor model, which considers the penstock dynamics, especially considering 

the stability studies to be carried out in this research. The hydro generators in the 

model were equipped with the hydro turbine governor (HYGOV) model. This 

model combines both mechanical and hydraulic controls and is suitable for system 

planning studies with generators, which have mechanical and/or hydraulic 

controls [56, 61]. The HYGOV model is a simplified representation of a 

hydroelectric plant governor, which captures the detailed dynamics of the 

penstock [56]. Research also indicates that the HYGOV model is among the most 

commonly used hydro governors in practice.  
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The thermal generators in the NITS were equipped with the gas turbine (GAST) 

model, which is a simplified representation of gas turbines in system studies when 

detailed information are not available [61]. The GAST model is used for operation 

near the rated speed [56] and consists of a simple droop11 control, constant load 

limit and three different time constants to represent the individual responses in the 

turbine control [61].

3.2.3 Wind Turbines  

As wind power generation in Ghana is relatively new, there was inadequate 

information12 on the specifications of the wind turbines. The IEC 61400-27 

standard on óElectrical Simulation Models of Wind Turbine Modelsô was thus 

used as a guide to select the appropriate model for use in this research. 

A typical functional block diagram of the modular structure of a wind turbine with 

the individual components is shown in figure 3-5. The model comprises six basic 

blocks: the aerodynamic, mechanical, generator system, electrical equipment and 

grid protection blocks, which are responsible for different control functions.  

 
Figure 3-5: General Structure (Block Diagram) of a Wind Turbine Model [62] 

The aerodynamic block is responsible for computing the mechanical power of the 

wind turbine based on the wind energy. Inputs to this block include the pitch angle 

of the rotor blade, rotor speed and wind speed [63]. Three different subsystems 

are located in the aerodynamic block, which are responsible for the calculation of 

the rotor power coefficient, aerodynamic torque and tip-speed ratio parameters 

used to compute the turbineôs mechanical power [64]. The turbine rotor (blades 

of the wind turbine) form part of the aerodynamic block and transforms the kinetic 

energy of air into mechanical power, PMECH [65]. The aerodynamic block is thus 

 
11 The droop is responsible for the equal distribution of loads among the generating units. 
12 Only the proposed plant sizes are currently available to the public. All other information is confidential and 

remain unpublished until the projects are completed.  
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responsible for converting the wind power (kinetic energy) to mechanical power 

[66]. The mechanical power output of the turbine depends on rotational speed 

ɤturb, wind speed Vwind and blade angle ɓ and is expressed as a function of these 

quantities.  

ὖ  Ὢ ‫ ȟὠ ȟ‍       (3.1) 

The mechanical block is also known as the ódrive-trainô due to its representation 

of the wind turbineôs inertial components [67]. The prime mover of the wind 

turbine generator (WTG), which includes the rotating masses, gear system and 

connecting shafts (rotor and generator shafts) is also located in the mechanical 

block [64, 65, 68]. The mechanical behaviour of the turbine is represented by 

torque equations and is modelled using single-mass or multi-mass (often two-

mass) drive-train models. The mechanical model additionally calculates the 

instantaneous shaft speed of the WTG [64].  

The generator system block acts as a current regulator by injecting inverter 

currents into the other blocks in response to a given current command. Inputs to 

this block, which represent the simplified fast controls are commands from the 

control block [67, 69]. The block additionally contains a reference rotation 

between the generator pq-coordinates and the grid coordinates [70]. The type of 

generator model used in the wind turbine is also located in this block. 

The electrical equipment block contains the electrical systems ï transformers, 

cables, switchgear, and the respective power electronic converters [62, 64]. 

The grid protection block as its name suggests, provides the main protection 

function for the wind turbine model. The components of this block include over- 

and under-voltage and ïfrequency protection elements, which control various 

circuit breakers in the electrical equipment [62, 70]. Additional crowbar circuits 

are available on some wind turbine models to protect the rotor circuit against very 

high rotor currents [64]. The protection function of the wind turbine model is 

based on the fault-ride-through capabilities of the wind turbine generator [70]. 

The grid variables comprise the grid parameters such as active, reactive power 

and power factor, etc. that are fed into the wind turbine terminals from the grid.   

The control block is responsible for controlling the pitch angle, active and reactive 

power in the WTG converter  [64, 67, 69]. It is connected to all blocks of the wind 

turbine model except the grid protection block. Reactive power control is 

achieved through the available reactive power control options such as voltage 

regulation, referenced reactive power setpoint and power factor control. The 
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model is additionally equipped with a current limiter, which prioritizes the active 

and reactive power selection [62, 67]. The current limiter has voltage-dependent 

limits of the reactive power, which are used to limit the turbine voltage from 

exceeding the maximum in an event of an increased reactive current injection 

[70]. Fixed-speed wind turbine models for instance have extra Proportional-

Integral (PI) controllers in the control block that are used to minimize the errors 

between the reference and the measured values [64].  

The horizontal positioned blocks; aerodynamic, mechanical, generator system and 

electrical equipment indicate the flow of physical power in the wind turbine [62]. 

Although not all blocks are available in all types of wind turbine models, the 

generator system, electrical equipment and grid protection block are found in all 

wind turbine models irrespective of the type. 

Four main types of wind turbines are proposed by the IEC standard 61400-27-1 ï 

Electrical Simulation Models of Wind Turbine Models [71] and the Western 

Electricity Coordinating Council (WECC) [72]. The WTG types include Type 1 ï 

WTG with conventional induction generator; Type 2 ï WTG with variable rotor-

resistance induction generator; Type 3 ï WTG with doubly-fed (asynchronous) 

induction generator, DFIG and Type 4 ï WTG connected through full converter 

unit. Types 3 and 4 possess more control features than types 1 and 2 and also have 

similar control features though very different in their individual hardware [62]. 

These control features enable the types 3 and 4 to participate in system control. 

The four WTG types are additionally sub-divided into seven models, which reflect 

their respective differences based on additional unique features. The seven models 

include: Type 1A ï without power control; Type 1B ï with power control; Type 

2; Type 3A ï without crowbar13 protection; Type 3B ï with crowbar protection; 

Type 4A ï without mechanical and aerodynamic models and Type 4B ï with 

mechanical and (constant) aerodynamic model [56, 62, 64, 68, 72, 73].  

Type 1 wind turbines generally operate at fixed wind speeds with a very narrow 

speed range above the synchronous speed. The conventional induction machine 

used in this type consumes reactive power such that additional reactive 

compensation devices such as shunt capacitors are needed to supply the required 

reactive power [68]. Furthermore, due to their direct connection to the grid, wind 

speed variations are directly translated into voltage and power fluctuations at the 

point of common coupling. 

 
13 The crowbar is a circuit used to prevent overvoltages in the WTG through the use of a short circuit or a low 

resistance (braking resistor) across the voltage output. 
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The type 3 model, uses a DFIG, whose generator is connected to the grid through 

a back-to-back voltage source converter [62, 64, 68]. The use of the converter 

makes possible the generation and consumption as well as the independent control 

of active and reactive power [68], which is beneficial in the Ghanaian NITS. This 

consequently eliminates the need for additional compensation devices. The 

variable speed wind characteristics of the type 3 WT also allows operation within 

a wide range of rotor speeds.  

A two-mass model drive train is generally used in the DFIG WTG due its ability 

to better mimic the dynamic characteristics of the WTG [74]. The type 3 WTG 

model has an additional control system, which regulates the active and reactive 

power to ensure the maximum possible wind output and control the generatorôs 

reactive power output [64]. Specifically, the type 3B with the crowbar protection 

for preventing overvoltages was selected for use in this thesis, due to the existing 

voltage issues in the NITS. Details of the type 3B WTG model can be found in 

the following references [56, 62, 64, 68, 70]. 

Detailed multi-mass models, which are approximated by at least two-mass models 

are required for analysing the systemôs response to large disturbances in stability 

analysis [66]. The two-mass model is used to represent the turbine and generator 

inertia respectively. The two-mass model implemented in the DFIG WTG in this 

research is described by the following equations [74, 75]: 

ςὌ
Ὠ‫

Ὠὸ
Ὕ Ὕ                                                                                              σȢς 

ςὌ
Ὠί

Ὠὸ
Ὕ Ὕ                                                                                                 σȢσ 

Ὕ ὑ — Ὀ
Ὠ—

Ὠὸ
                                                                                σȢτ 

where Ὄ  is the turbine inertia constant, which comprises the inertia of the blades, 

hub and low-speed shaft; ‫  is the turbine angle speed; Ὕ  is the wind torque, 

which serves as the input mechanical torque to the wind turbine; Ὕ  is the shaft 

torque; Ὄ  is the generator inertia constant, which stands for the high-speed shaft; 

ί is the rotor slip; Ὕ  is the electromagnetic (electrical) torque; ὑ  is the shaft 

stiffness coefficient (torsion stiffness); —  is the shaft twist (torsion) angle; Ὀ  

is the damping coefficient (torsion damping) .  

Neglecting the electromagnetic transients of the stator, a simplified transient 

model of the DFIG is described by the following equations based on [74, 75] :  
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where Ὁ  and Ὁ  are the direct (d) and quadrature (q) axis transient voltages; ί 

is the rotor slip; ‫  is the synchronous angle speed; ὒ  is the mutual inductance; 

ὒ  is the rotor self-inductance; ὺ  and ὺ  are the d and q axis rotor voltages;  

Ὕ  is the rotor circuit time constant; ὢ is the stator reactance while ὢ  is the 

stator transient reactance. Currents Ὥ  and Ὥ  are the d and q axis stator currents. 

Wind Park Aggregation 

The wind park was created by aggregating several individual wind turbine units 

to make up the required rated power. Wind turbine models of capacity 2 MW14 

were used for the wind parks in this thesis. The model simplification and 

aggregation was carried out to avoid the larger computation requirements and 

longer simulation times involved in the detailed modelling of the individual units, 

especially for dynamic studies [66, 76, 77]. For the purpose of the dynamic 

simulations, an aggregated wind park with approximately 41 - 123 DFIG units, 

each dispatched at 1.82 MW was used in this research. 

3.2.4 Photovoltaic Systems  

Power generation from PV units in Ghana is expected to start at 150 MW and 

eventually increase to over 500 MW, which will make up more than 15% of the 

total installed generation by the end of the study period. Seven out of the nine 

proposed PV parks with more than 90% of the total PV generation are located in 

the north of the NITS, where higher voltages are often recorded. The location of 

these PV units thus proves to be strategic in contributing to the efficient control 

of reactive power and system voltage through their reactive power provision.  

PV generators are connected to the power system through DC-to-AC inverters 

and hence do not have inertia as compared to synchronous generators. Despite the 

invertersô capability to provide reactive power in addition to the active power, the 

reactive capability of the inverter is restricted by its ratings and the PV units. A 

simplified functional block diagram of a PV system is presented in Figure 3-6. 

 
14 This is based on information from the website of the project developer, which states that the sizes of the wind 

turbines being used for the project range between 2 ï 4 MW. 
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Figure 3-6: Block Diagram of a PV System [56, 78, 79] 

The PV array  is made up of several photovoltaic cells connected in series and 

parallel to obtain the required output power rating. The array converts solar 

irradiation into electrical energy [80], which is then supplied into the inverter as 

the array current and voltage (both DC quantities). The array current and voltage 

depend on the solar irradiance and cell temperature [56, 79, 80]. The inverter  

converts the array current into AC and injects it into the grid in the appropriate 

forms. The MPPT (Maximum Power Point Tracking) block is responsible for 

optimizing the efficiency of the photovoltaic energy conversion.  

Due to the lack of detailed information on the model of the PV systems in Ghana, 

a generic PV system model was used. The generic model is represented by a static 

generator that mimics the grid side converter and photovoltaic cell and is suitable 

for both static and dynamic stability analysis. As with the wind plants, the PV 

plants were represented by aggregated PV model using the PV modules of 0.5 

MVA at 0.4 kV.

3.3 Single Line Diagram 

The resulting simplified single line diagram (SLD) of the NITS with all the 

modelled elements is presented in Figure 3-8. The external grids represent the 

transmission systems of the neighbouring countries. The loads in the network as 

previously mentioned represent the aggregation of individual loads and other 

elements in the distribution system. The SLD also depicts the path of power flows 

between the generating units and the various loads. 
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Figure 3-7: Single Line Diagram of the Ghanaian NITS
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3.4 Review of the RE Grid Code 

Renewable Energy Sub-Codes (subsequently referred to as RE grid code) for the 

transmission and distribution systems have been instituted to serve as a guide for 

the connection and dispatch of variable RE (VRE) in Ghana. Ghanaôs RE grid 

code, which is an addendum to the National Electricity Grid Code specifies the 

technical requirements for the connection of VRE. For this research, a brief 

review of the RE grid code for the transmission network is provided below. 

3.4.1 Range of Frequency 

With a 50 Hz operational frequency in the NITS, a frequency range of 48.75 Ò f 

Ò 51.25 Hz is specified for the continuous operation, within which active and 

reactive power is to be delivered without restrictions. Frequencies outside the 

continuous operation range but within the ranges of 47.5 Ò f < 48.75 Hz and 51.25 

< f Ò 51.5 Hz require that the RE units remain connected to the network for 90 

minutes [81].    

3.4.2 Voltage Range 

The range of normal operation +/-5 p.u. is specified as the unrestricted voltage 

range of operation for the provision of active and reactive power. No unit 

disconnections are permitted in this range and as long as the voltage is within the 

continuous voltage range of +/-10 p.u. or within the IEC voltage limits for 

continuous operation ï depending on which range is narrower [81]. Operation in 

the continuous voltage range however requires that the RE units provide the 

appropriate reactive power support to the grid.  

3.4.3 Reactive Power Capability 

RE units in the NITS are required to operate within power factors of 0.95 under-

excited and 0.925 over-excited. The continuous variation of the power factor is 

allowed within these limits as defined by the reactive capability curve (see figure 

3-8) for operations within the unrestricted voltage range. Operation outside the 

unrestricted voltage range but within the continuous voltage range is permitted as 

long as the reactive capability limits of the RE units are adjusted to their voltage 

dependent limits [81]. RE units which operate with active power below 5% are 
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not required to provide reactive power. This reactive power capability curve as 

specified in the RE grid code was implemented in the RE units in this thesis. 

 
Figure 3-8: Reactive Power Requirements for RE Units to be connected in the NITS [81] 

3.4.4 Voltage/Reactive Power Control 

RE units are required to control reactive power or voltage at the points of common 

coupling (PCC) using one of the following control schemes: voltage, reactive 

power and power factor control. The choice of control schemes and limits for all 

grid connected generators remain the tasks of the transmission utility operator [33, 

81].  

The voltage control scheme locally controls system voltage by regulating the 

reactive power output of the generator to achieve the given terminal voltage [56]. 

A thorough analysis of the three control schemes reveals that the operation of RE 

units in the voltage control mode is the best way to effectively utilize both the 

static and dynamic reactive power capability of the RE units [42, 45, 68, 82, 83]. 

The other two control schemes though still in use, are generally recommended for 

very strong transmission networks as they may lead to the under-utilization of the 

full reactive capability of the units [76]. All generators in this thesis were thus 

operated in the óvoltage controlô control mode. 

3.4.5 Low- and High Voltage Ride Through 

Capability of the RE Units  

RE units are required to remain connected in the network for a specific period 

during abnormal network conditions like faults before being disconnected. This 
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requirement is necessary to ensure that generation is not lost for normally cleared 

faults as the early disconnection of RE units may have negative effects on the 

entire network. The specific connection times and required voltage levels are 

defined by the low voltage ride through (LVRT) and high voltage ride through 

(HVRT) curves in the figure below. Grid connected RE shall have the operating 

region as defined by the figure during faults. The figure describes the allowed 

voltage at the PCC, VPCC and the corresponding dis/connection times. 

 
Figure 3-9: LVRT and HVRT Capability for RE Units in the NITS [81] 

The first part of the LVRT is the period between the occurrence of the fault and 

its clearance, which generally lasts between 150 ms to 500 ms. In the second part 

of the curve, disconnection of the RE units is not allowed. This means the RE unit 

shall remain connected to the grid as long as the operation is within the LVRT 

(lower line) and HVRT (upper line) and the voltage is in the continuous voltage 

range (between Vcmax, 1.1 p.u. and Vcmin, 0.9 p.u). Notwithstanding, an automatic 

disconnection of the RE units is required for voltages higher than 1.2 p.u.  

RE units are further required to provide reactive current support (produce or 

absorb the additional reactive current) during fault conditions. The reactive 

current, which is to be produced at the generator terminals should be equivalent 

to the change in the RE unitôs terminal voltage.

3.5 Development of Study Scenarios 

The effective analysis of the network requires the consideration of power system 

conditions that take into account changes in load (local demand, import and 
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export) and generation patterns (both existing and planned) in the network. 

Scenarios for three different years with varying penetration levels were thus 

developed for the analysis to be performed in this thesis. The most common and 

simplest definition of the penetration level in literature - the ratio of the aggregate 

capacity of RE units to the installed generation capacity of the network (see 

equation) [84] was used in this research.  

ὖὩὲὩὸὶὥὸὭέὲ ὒὩὺὩὰ 
ὅὥὴὥὧὭὸώ έὪ ὙὉ ὟὲὭὸί ὃὫὫὶὩὫὥὸὩ

ὍὲίὸὥὰὰὩὨ ὋὩὲὩὶὥὸὭέὲ ὅὥὴὥὧὭὸώ
                      σȢχ 

The years 2017, 2020 and 2023 were defined respectively as the base case, target 

and post-target scenarios, also referred to as scenarios 1, 2 and 3. The network 

expansion plans outlined in the generation and transmission master plans [15], 

[51] and the electricity supply plans [1ï3, 85] were used to develop the scenarios.  

3.5.1 Scenario 1 (2017 ï Base Case) 

Scenario 1 (S1) is the base case scenario, which serves as the reference scenario 

for the network analysis. The scenario represents the actual network conditions 

(generation, demand and existing transmission infrastructure) as at the end of the 

year 2017 with a proposed RE penetration level of 5%.   

3.5.2 Scenario 2 (2020 ï Target Scenario)  

Scenario 2 (S2), the target scenario represents the network conditions for the 

year 2020 and is the main scenario for the analysis in this research. In this 

scenario, the percentage share of RE is increased to 10% to meet the given 

national target. A 10% annual load growth  [86] is further considered for the local 

demand, which results in an increase in the demand in S1 by a factor of 1.33%. 

Exports to Burkina Faso and Togo/Benin are also increased to 150 MW and 200 

MW respectively [85] as new 330 kV transmission lines are commissioned in that 

year. Approximately 900 km of new 330 kV transmission lines are hence 

introduced in S2. The number of potlines in operation at the VALCO Aluminum 

smelter is also increased from one to five [85] in this scenario, which translates 

into a 230 MW additional demand increase.  

3.5.3 Scenario 3 (2023 ï Post-target Scenario) 

Scenario 3 (S3) mimics the network conditions beyond the target year by 

considering an RE penetration level of approximately 15%. Local demand in this 

scenario is increased by a factor of 1.771% while the number of potlines of 
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operations at VALCO is increased to the maximum of six potlines with a demand 

of 377 MW. Power exports in this scenario is increased to a total of 500 MW 

consisting of 150 MW to Mali15 [85] through Burkina Faso and 350 MW to 

Burkina Faso and Togo/Benin.   

The 15% penetration limit set for the post-target year is based on results from 

preliminary steady-state voltage analysis carried out in [87], which indicates 15% 

as the maximum RE penetration level the current network can accommodate to 

maintain system stability. A 15% RE penetration thus requires the shutdown of 

equivalent amount of conventional generation in the south, which adversely 

affects system voltage. Maintaining system stability however requires the 

compliance with the 15% limit until new transmission infrastructure are put in 

place and provisions are made for additional reactive power supply in the south.   

The table below summarises the network infrastructure, generation and demand 

overview for the scenarios. 

Table 3-1: Overview of Network Infrastructure, Generation and Demand for the three 

scenarios 

 S1 (2017) S2 (2020) S3 (2023) 

Transmission Lines 

Number of Line 143 158 160 

    

Operating Voltage (kV) Length (km) 

330 395 1120 1364 

225  205 440 440 

161 5060 5090 5090 

69 133 133 133 

34.5 107 125 125 

Transformers Capacity (MVA)  

2-Winding Transformers 11,000 15,000 18,000 

 (138)16 (161) (173) 

3-Winding Transformers 1,070 1,090 1,090 

 (30) (30) (30) 

Power Capacity (MW) 

Installed Generation 4342 5012 5012 

RE Generation 240 530 785 

Total Installed Generation 4580 5540 5800 

Load Growth 1% 1.33% 1.77% 

Exports 5 MW 350 MW 500 MW 

 
15 From 2021 onwards 
16 Represents the number of installed transformers 
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3.6 Generation Scheduling 

Generation scheduling in Ghana is carried out based on the ómerit-orderô17 of the 

generating units [51]. Hydro generation is considered first in the scheduling due 

to the affordable costs of production and operation. Combined-cycle gas plants 

are considered next, followed by the simple-cycle gas plants. Nonetheless, with 

the integration of RE in Ghanaôs power system and the associated regulations such 

as the órenewable energy purchase obligationô and óconnection to the 

transmission and distribution systemsô of the 2011 RE Act 832 [10], RE units are 

offered connection priorities in the network. The original dispatch order is thus 

altered to offer priority to RE units especially during the off-peak period when, 

RE generation is highest. A summary of the generation schedules for the scenarios 

is presented in Table 3-2. 

Regardless of the generation dispatch, a minimum of 300 MW generation from 

the west in addition to three fully loaded units at the main hydro generating station 

(Akosombo), which amounts to approximately 500 MW is always required to 

maintain the system stability during normal operating conditions [2].

 

  

 
17 óMerit-orderô dispatch refers to an order of generation dispatch in which generating units are operated in an 

ascending order of operational costs in correlation to the amount of electricity they each generate 
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Table 3-2: Generation Scheduling for the Three Scenarios 

Generating Unit Total Output (MW) 

 S1 (2017) S2 (2020) S3 (2023) 

Conventional Generation 

Akosombo  520 520 520 

Kpong 0 120 120 

Aboadze 472.5 472.5 315 

CENIT 0 100 100 

TT1PP 0 100 100 

Asogli I 0 0 0 

Asogli II 157.5 0 330 

Collector  0 309 220 

Ameri 300 300 300 

KTPP 0 200 0 

Karpower  225 225 225 

AKSA 0 0 370 

TEI 0 0 100 

Early Power 0 0 200 

Total Conventional Generation 1675 2346.5 2900 

PV 

Ayitepa - 20 20 

GIC 20 50 50 

Grn Ele 20 40 40 

Sankana 20 50 100 

Savanah 30 50 100 

Signik 20 50 50 

TFI Solar - - 30 

White Cap 20 50 100 

Windiga 20 20 20 

Total Solar Generation 150 330 510 

Wind 

Ayitepa Wind 90 150 225 

Ada Wind - 50 50 

Total Wind Generation 90 200 275 

Total Generation 1915 2876.5 3685 
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4 Steady-State Analysis 

This chapter presents details of the steady-state analysis performed on the NITS 

for the three scenarios. These studies are carried out to investigate the state of the 

network and its readiness to accommodate RE. 

4.1 Study Assumptions 

Due to data confidentiality in Ghana, not all information on the network were 

made available for the research. Some assumptions and simplifications were 

therefore made to enable the modelling, simulations and subsequent analysis to 

be performed in this thesis.   

4.1.1 Study Time Period and Demand Adjustment 

Based on the focus of this research on the analysis of the impact of RE generation, 

the study time was identified to be the period of maximum RE generation, which 

occurs during the off-peak as explained below.  

The figure below presents the daily system demand curve for randomly selected 

days in the NITS. An observation of the load curves indicates a slight variation of 

the demand pattern in the different seasons: rainy (April, May and June) and dry 

seasons (January and February).  

 
Figure 4-1: Hourly System Demand in the NITS
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As seen from the figure, the demand curve consists of two system peaks; a minor 

peak in the early morning hours between 05:00 and 06:00 and a major peak 

(marked with the arrow) in the evening between 18:00 and 21:00. The main 

system peak however occurs mostly at 19:00.   

The time frame outside the peak period is the off-peak period, which in the NITS 

occurs between 7:00 and 16:00 due to the low demands recorded during that time.  

On the other hand, a consideration of the daily irradiation distribution in Ghana 

(see Figure 4-2) indicates that the solar irradiation peaks between 10:00 and 16:00 

with the maximum irradiation occurring between 11:00 and 14:00, which is also 

the off-peak period in the NITS. 

 
Figure 4-2: Sample Daily Solar Irradiation of Selected Days 

The superposition of the daily demand curve with the solar irradiation curve (see 

Figure 4-3) indicates that the maximum solar irradiation in Ghana occurs during 

the off-peak period and thus justifies the use of the óoff-peakô period as the time 

for the analysis in this thesis. 

About eight hours of sunshine hours per day and an average solar irradiation of 4-

6 kWh/m2-day (maximum irradiation of 5.6 kWh/m2-day) is recorded in the north 

of the country [88]. 
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Figure 4-3: Hourly Solar Irradiation and System Demand 

To calculate the off-peak demand, a parameter known as the load factor was 

defined and calculated for the NITS. The load factor (LF) is defined as the ratio 

of the average off-peak demand to the peak demand in a specified period of time. 

Load factors provide information on the variability of demand in a power system. 

Low load factors (typically less than 75%) are indicative of a highly variable 

system demand while load factors greater than 75% depict a constant system, 

which is ideal for every power system [89]. 

,ÏÁÄ &ÁÃÔÏÒ ,&  
!ÖÅÒÁÇÅ  ,ÏÁÄ

0ÅÁË ,ÏÁÄ
                                                                     τȢρ 

Calculation of the load factor for the NITS resulted in values within the range of 

80% and 89%, which also coincide with the 84% average load factor defined by 

the VRA [21]. A load factor of 85% was thus used to model the system demand 

to the off-peak characteristics.  

Owing to the high load factor of the NITS, the variability of the loads was not 

considered in the analysis. All loads were assumed to be static with no motor 

loads. The voltage dependency of the loads was not considered in the load flow 

and other subsequent analysis. 

4.1.2 Uniform Load Power Factor 

Low load power factors in parts of the NITS lead to voltage problems to which 

various measures have been put in place to deal with. These measures include 
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reactive compensation and power factor correction measures such as penalty 

charges to customers with poor power factors (less than 0.90 lagging) [50]. In 

taking into accounts the improvement measures, which are mostly employed in 

the distribution networks and not represented in the NITS, loads in the model were 

assigned a power factor of 0.9018. The 0.90 (lagging) power factor used also 

complies with the minimum average power factor specified in the national grid 

code (0.90 lagging Ò PF Ò 1) [2, 50] to be used by all connections in the 

transmission network.  

4.1.3 Load Growth in the NITS 

Economic development in Ghana has resulted in a constant increase in system 

demand, which translates into an average annual demand growth rate of between 

7 and 13% [21, 85]. The Compound Annual Growth Rate (CAGR) was thus fixed 

at 10% [86, 90] to be used in the simulations. Demand in the NITS was therefore 

increased by 10% in each year till the end of the study year.     

Summary  

× Based on the focus of the research on the impact of RE in the NITS, the 

study time for the analysis was determined to be the off-peak period, 

which is also the period of maximum RE generation.  

× The load factor, which gives information on the demand variability in the 

network was calculated to be 85% in the NITS. 

× The off-peak demand was subsequently determined using the load factor. 

× The load models were assumed to have a uniform power factor of 0.90 to 

take into consideration the diverse power factor correction measures 

utilised in the power system. 

× Load growth in the NITS was set at an annual rate of 10% for the 

simulations.  

 
18 Based on a discussion with the Ghana Grid Company (GridCo) 
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4.2 Load Flow 

Load flow analysis is performed in the power system to determine the power flow 

and voltages at various busbars in the network for any given condition. Load flow 

analysis forms the basis of static security analysis [91] and also constitutes an 

important study for network planning, operation and expansion. The analysis of 

load flow therefore serves as the starting point for further grid studies and analysis 

[56] as presented here. A summary of the basic theory of load flow analysis is 

given in the next sub-chapter, followed by the identification of the bottlenecks in 

the NITS and the corresponding measures to manage the bottlenecks.  

4.2.1 Introduction to Basic Theory 

Load flow analysis is a steady-state network analysis used in power system studies 

to determine the state of a power system in a given steady-state condition. Load 

flow analysis involves the computation of the voltage (magnitude and angle) at 

each bus as well as the power flow (active and reactive) in each line in the network 

[18, 52]. The magnitude and angle of the bus voltage are known as the system 

state (independent) variables as their values describe the state of the system. These 

state variables are further used to calculate other system quantities such as voltage 

drop, power flow and power losses, etc. [52, 92]. 

Load flow is computed using a set of non-linear algebraic equations that are built 

using the generation and load data of a power system. The nodal equation of the 

network used to compute the load flow [92] comprises the ˊ-equivalent models of 

the transformers and transmission lines together with the numerical values of the 

series impedance, Z or line admittance, Y [52] and is written as follows:  

Ὅ ὣϽὠ έὶ 

Ὅ

Ὅ
ȣ
Ὅ

ὣ ὣ ȣ ὣ

ὣ ὣ ȣ ὣ
ȣ
ὣ

ȣ
ὣ

ȣ
ȣ

ȣ
ὣ

Ͻ

ὠ

ὠ
ȣ
ὠ

                                             τȢς 

where the subscript N represents the total number of nodes in the network; ὣ is 

the self-admittance of node i (equal to ὣ В ὣ , the sum of all the 

admittances terminating at node i); ὣ  is the mutual admittance between nodes i 

and j (equal to the negative sum of all admittance between nodes i and j).  

The nodal admittance matrix ὣ made of ὣ  is described by the following equation: 
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ὣ  ὣ —᷁ ὣ ÃÏÓ— Ὦὣ ÓÉÎ— Ὃ ὄ                               τȢσ 

where Ὃ  and ὄ  are the conductance and susceptance of the element ὣ .  

The voltage at a given bus i of the system is also given as  

ὠ  ȿὠȿ᷁‏ ȿὠȿÃÏÓ‏ Ê ÓÉÎ‏                                                                   τȢτ 

The current injection at node i in the network can also be calculated as follows 

using the admittance at node ij, ὣ   

Ὅ ὣὠ ὣὠ

Ƞ

                                                                                            τȢυ 

The complex conjugate of the total power injected (real ὖ and reactive power ὗ 

entering the network) at the node i is expressed as  

ὖ Ὦὗ ὠᶻ ὣὠ                                                                                            τȢφ 

Substituting equations (4.3) and (4.4) into equation (4.6) and expanding into real 

and imaginary parts results in the following 

ὖ ȿὠȿὣÃÏÓ— ὣὠὠÃÏÓ— ‏ ‏

ȟ

                                τȢχ 

ὗ ȿὠȿὣÓÉÎ— ὣὠὠÓÉÎ— ‏ ‏

ȟ

                             τȢψ 

The load flow is computed based on equations (4.7) and (4.8) to solve for the 

values of the unknown bus voltages and other quantities ὖ, ὗ,  ȿὠȿ, ‏.  

Iterative Methods for Solving Load Flow 

The non-linearity of load flow problems requires iterative techniques to solving 

them. Existing iterative methods include the Gauss-Seidel and Newton-Raphson 

methods, which are developed using the admittance equations (4.5 above) [92].  
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The Gauss-Seidel method involves the process of solving linear algebraic 

equations (in rectangular form) and is based on the expression of the bus voltage 

as a function of real and reactive power [92, 93]. The Gauss-Seidel method is 

simple, reliable and tolerant of poor voltage conditions [18]. It however has the 

disadvantage of a slow convergence due to the excessive number of iterations 

required [93] and the weak diagonal dominance of the admittance matrix [18]. 

Nonetheless, acceleration factors are used to improve the rate of convergence [18, 

93, 94]. As the computation time increases proportionally with the size of the 

system, the method is considered highly time intensive, as much time is required 

for all parameters to be solved [95]. 

The Newton-Raphson method involves solving equations of the voltage and line 

admittance expressed in polar forms [92ï94]. The Taylorôs series expansion 

forms the basis of this method of solving load flow problems [18, 93]. Contrary 

to the Gauss-Seidel method, this method has a good convergence rate [18] but is 

not suitable for load flow problems which have initial voltages that differ from 

their actual values (flat start). Despite, the method is also ideal for large power 

systems that require accurate solutions [18].  

4.2.2 Load Flow in the NITS 

The Newton-Raphson method was used to compute the load flow in the NITS. 

The resulting voltages of the busbars during the load flow is presented in Figure 

4-4, which also shows the 5% voltage margin (0.95 ï 1.05 p.u.) during normal 

operation.   

 
Figure 4-4: Voltage Profile of the Busbars in the NITS 
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The figure shows that the 5% voltage margin for normal operation was violated 

on several busbars. The voltages on these busbars were lower than the 0.95 p.u. 

limit  (as seen from the figure) - currently a major challenge in the NITS. Voltages 

on busbars in the heavily loaded areas of the network were recorded to be as low 

as 0.83 p.u. and 0.74 p.u. in scenarios 1 and 2 respectively. This confirms the 

prevailing voltage issues in the NITS, which is expected to worsen with the 

increase in RE generation (due to the reduction in conventional generation leading 

to a reduction in the available reactive power), when no measures are taken. 

Existing bottlenecks in the NITS will thus be identified as follows. 

4.2.3 Identification of Existing Bottlenecks 

The monitoring and identification of violations (of defined limits) form the main 

aspect of system security assessment [91], especially as the overloads recorded: 

the voltage and transient stability margins, etc. form the basis for classifying a 

power system [96]. The limits specified in the national grid code for normal 

system operation are 0.95 p.u. ï 1.05 p.u. for system voltage and Ò 85% for 

equipment loading19 [50]. The bus voltage and equipment (transformers and 

transmission lines) loading during load flow were thus monitored to identify the 

bottlenecks based on the limit violations.  

Equipment Overload 

The transformer and transmission line loadings recorded in the three scenarios are 

presented respectively in Figures 4-6 and 4-7. The percentage loading is shown 

on the y-axis and the equipment (indicated with numbers) on the x-axis. The 85% 

loading threshold for normal operation is also shown in the figure.   

 
19 Refers to both short-term and long-term loadings 
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Figure 4-5: Transformer Loading in the NITS for Scenarios 1 - 3 

An observation of the figure indicates an increased number of transformer 

overloads with increasing demand and generation from scenarios 1 to 3 (S1 to 

S3). As introduced in Chapter 3.7, the future scenarios (S2 and S3) are developed 

based on increasing demand and generation as well as network infrastructure. As 

expected, the demand and capacity additions in these scenarios resulted in an 

increased number of transformer overloads. For scenario 1, only a few 

transformers were loaded above the 85% allowed loading limit. The increased 

number of overloads in scenarios 2 and 3 is a clear indication of the need for the 

transmission network expansion and reinforcement.  

The loading of the transmission lines in the NITS is also presented below. While 

no line overload was recorded for scenario 1, a few overloads were recorded in 

scenarios 2 and 3, particularly in the load-dense areas of the NITS. The increased 

transmission line usage for the evacuation of larger amounts of power in S3 

resulted in very high transmission line overloads such as 187%.  
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Figure 4-6: Transmission Line Loading in the NITS for Scenarios 1 - 3 

Below is a single line diagram (SLD) of the NITs, which shows the locations of 

the transmission line and transformer overloads in the network. 
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Figure 4-7: Single Line Diagram of the NITS with the overloaded equipment 

Sustained overloading on power system equipment leads to voltage reduction with 

subsequent increase in the transformer current flow and thermal capability of 

transmission lines [97]. Transmission line overload for instance has the potential 
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of leading to system instability as has been recorded in the past (was the cause of 

the 2003 blackout in Italy [30]). The dynamics of the line loading as well as the 

loading of the transformers and cables depend not only on the load but also on the 

location and size of the generator, especially as the generators largely contribute 

to the increased loading [33]. Thus, the transmission line and transformer 

overloads recorded in the NITS highlights the importance of planning and 

coordinating the generation increase and (proposed) network expansion measures 

to cater for the load growth in the different scenarios. 

Voltage Violations  

Several busbars in the NITS experience low voltages even during normal 

operation, which is attributed to the transfer of large amounts of power and the 

resulting reduction in reactive power. The inadequate reactive compensation in 

some parts of the network also results in poor supply voltage [2], which when not 

properly dealt with culminates in voltage collapse [30]. High voltages are also 

recorded at the end of most long transmission lines that run from the south to the 

north of the NITS. In addition to the voltage control functions of the synchronous 

generators, diverse compensation devices have been installed to make up for the 

reactive power imbalance and hence regulate system voltage. The bus voltages 

recorded for the three scenarios are presented in Figure 4-8 below. The figure 

shows the violation of the 5% (0.95 p.u. ï 1.05p.u.) voltage stability margin 

(indicated with the lines) on some busbars even for normal operation. 

 
Figure 4-8: Bus Voltages in the NITS for Scenarios 1 - 3 
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While no violation of the upper voltage limit (1.05 p.u.) was recorded, several 

busbars had voltages that violated the 0.95 p.u. lower voltage limit. Transmission 

networks generally have a high X/R ratio, which implies that slight changes in the 

reactive power lead to significantly high changes in the voltage. Voltage 

variations in transmission networks are therefore solely determined by the 

reactive power flow due to their high sensitivity to voltage changes [33]. The 

increased reactive power demand in the network in scenario 3 thus resulted in 

very poor bus voltages.  

4.2.4 Correction Measures for the Bottlenecks 

The identified equipment overloads were resolved with a capacity upgrade, which 

considers an 80% maximum loading.20 The new ratings of the transmission lines 

and transformers were calculated using their respective currents and voltages. 

Transmission Line Uprating 

Resolving transmission line overloads usually involves the construction of new 

lines or increasing the current carrying capacity of existing lines, by either 

increasing the transmission voltage or rated current (thermal rating) of the line. 

The limited availability of Right-Of-Way (ROW) for new transmission lines in 

most networks however lead to restrictions and delays in transmission network 

expansion, which mostly results in several conditions of overloading as power is 

continuously evacuated in the operation of the power system [98]. Due to the high 

population density and land scarcity in parts of the NITS coupled with severe 

transmission line overloads and the prolonged project execution times, the 

methods of increasing the line capacity using the óline upratingô method is 

preferred over the construction of new transmission lines.  

Traditional methods of uprating transmission lines, i.e., increasing the current 

carrying capacity include increasing the line voltage, number of conductors or the 

thermal ratings of the lines, which in most cases require the strengthening of the 

transmission line towers too [99, 100]. Uprating the transmission line by 

increasing the line voltage is the most expensive option as additional electrical 

isolation and infrastructures such as insulators, substation equipment, etc. must be 

changed to the new voltage level. Substation equipment (and their insulation) also 

need to be upgraded to the new voltage, which translates into additional costs [99ï

101]. Increasing the line voltage to uprate transmission lines additionally requires 

 
20 Although 85% is prescribed by the grid code as the load limit, a safety limit of 80% is used to ensure that the 

loading limit is not violated at any point. 
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an increase in the conductor cross-section, which results in double cost as against 

increasing only the conductor cross-section. This method is also associated with 

an increase in the corona effect due to the increase in the electrical field, which is 

minimized by bundling the conductors. Thorough economic and technical 

assessments are thus required for this method.  

The method of increasing the operating temperature of the line conductor is one 

of the simplest methods currently utilised in the industry [99, 100, 102]. With 

operating temperature of 80 ↔C, the lines in the NITS cannot be increased any 

further due to the increased likelihood of the occurrence of annealing at 

temperatures above 90 ↔C. Although increasing the conductor temperature to 90 ↔C 

results in a significant increase in the rating at minimum cost and implementation 

time [102], the significant sunshine in Ghana limits a further increase of the 

conductor operating temperature to 90 ↔C. Increasing the operating temperature as 

a means of uprating additionally requires the analysis of the impacts of annealing, 

the effectiveness of the compression joints and high temperature creep [102].  

An alternative method to uprating transmission lines is to increase the thermal 

properties of the lines in a process known as thermal uprating, which indirectly 

increases the linesô rated currents [100, 102]. The choice of the appropriate 

conductor or upgrading method is not always a simple task and may vary 

depending on existing technical and economic constraints. Considering the 

information on the NITS available for this thesis, the thermal uprating method is 

used to uprate the overloaded transmission lines as explained below.  

Thermal Uprating of Transmission Lines 

The rated currents of the overloaded lines are increased to values, which maintain 

a loading level of less than 85%. The new current ratings of the lines are calculated 

using the equations below.  

Ὅ  
ὃ 

ЍσϽὟ
                                                                                                         τȢω 

where Irated is the rated current in kA, A is the line ampacity, also known as the 

MVA rating or thermal limit and Un is the rated voltage in kV. The line ampacity 

is further calculated as follows:  

ὃ
ЍσϽὟ ϽὍ

ρπππ
                                                                                                τȢρπ 
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The ampacity of the line is limited by the physical make-up and the maximum 

allowable sag of the cable, which are also dependent on weather conditions such 

as solar irradiation, wind speed and ambient temperature, etc. [103, 104].  

Based on the 85% maximum loading specified by the grid code for normal 

operation, an 80%21 safety limit is used to calculate the new rated currents and 

ampacities as follows:  

Ὅ ȟ

ὃ

ЍσϽὟ
                                                                                               τȢρρ  

ὃ
Ὅ

πȢψ
ϽЍσϽὟ                                                                                             τȢρς 

Irated, new is the new rated current in kA and Anew is the newly calculated ampacity.  

The figure below presents results of load flow analysis for all three scenarios using 

the updated ratings. By implementing the thermal uprating method described 

above, line overloads were cleared, as the loadings on all transmission lines were 

within the 85% limit. 

 
Figure 4-9: Transmission Line Loading in the NITS with Updated Transmission Line Ratings 

 

 
21 An 80% safety limit is used in this research as a means of safeguarding the lines against possible load increase 

in the near future. 
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Transformer Upgrading 

A process similar to the transmission line upgrade was used to resolve the 

transformer overloads in the NITS. The new transformer ratings were calculated 

using equations 4.13 and 4.14 below, with all parameters referred to the high 

voltage side of the transformer.  

ὰέὥὨὭὲὫ  
Ὅ

Ὅ  
Ͻρππ                                                                               τȢρσ 

Ὅ  
Ὓ

ЍσϽὟ
                                                                                         τȢρτ 

I(hv) is the transformer current; Irated(hv) the rated current of the transformer; Srated(hv) 

the transformer rated ampacity and Un(hv) the rated voltage of the transformer all 

referred to the high voltage side of the transformer. 

To further ensure the transformers are not loaded above the 85% limit, the 

transformer loading at any given time was set to be less than 85%. New MVA 

ratings22 for the transformers were similarly calculated using a percentage loading 

of 80%: 

Ὓ ȟ ЍσϽὟ ϽὍ ͺ                                                                     τȢρυ 

Ὅ ȟ

Ὅ

πȢψ
                                                                                                     τȢρφ 

Figure 4-10 below shows the results of load flow analysis with the updated 

transformer sizes, which indicate no transformer overload for all three scenarios. 

 
22 The S-rated values were selected based on the list of available transformer sizes in the NITS.  
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Figure 4-10: Transformer Loading in the NITS with Updated Transformer Ratings
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4.3 Optimum RE Penetration in the NITS 

This section describes the process of identifying the maximum RE penetration 

that the NITS can accommodate considering violations of defined limits. The 

genetic algorithm (GA) method of solving constrained and unconstrained 

optimization problems is used. Originally proposed locations of the RE units in 

the NITS are thus maintained with the aim of determining the maximum sizing of 

the RE units. The objective is to minimise grid losses and ensure that busbar 

voltages and equipment loadings are within defined limits at all times. The 

decision/control variables of the optimization will be the outputs of the RE units, 

which are their respective maximum power output as specified in the network 

model. 

The objective function for minimizing grid losses is expressed in (4.17) as  

Ὓ ὍϽὤ                                                                                                                    τȢρχ 

The constraints based on the bus voltage and thermal ratings of the transmission 

lines are given as  

ὠ ὠ ὠ                                                                                                  τȢρψ 

Ὓ Ὓ                                                                                                                 τȢρω 

The GA starts by randomly selecting the initial values of the control variables 

(outputs of RE units) which are within the maximum and minimum values as 

shown in table 4-1. The table presents the minimum and maximum outputs of the 

RE units as specified by the Energy Commission of Ghana. 

Table 4-1: Maximum and Minimum Values of the Decision Variables 

PV Units Active Power Output, P (MW) 

 Minimum Maximum 

Ayitepa Wind 0 225 

GIC PLANT 0 50 

Green Electric 0 40 

Sankana 0 100 

Savannah 0 100 

Signik 0 50 

Whitcap 0 100 

Windiga 0 20 
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The flow chart for the optimization process is presented in Figure 4.11 below:  

Start

Are constrains satisfied:

Bus Voltages

Line Ratings

Initial Population: Sizes of 

RE Units

Ende

No

Run the Load Flow using 

Newton Raphson

Calculate the Objective 

Function: Power Loss

Create new 

population using 

genetic operators

Check Convergence 

Criteria

Yes

No

Yes

 

Figure 4-11: Flowchart for the Optimization Algorithm to Determine the Optimum Sizes of 

RE Units 
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The results of the optimization are presented in Table 4-2 below for the three 

scenarios under consideration in this research. 

Table 4-2: Optimal Sizing of RE Units in the NITS 

RE Unit Scenario 1 Scenario 2 Scenario 3 

Ayitepa Wind 27.68 54.84 93.05 

GIC 9.15 32.40 50 

Green Electric 35.10 40 40 

Sankana 20.16 45.11 100 

Savannah 24.81 68.65 100 

Signik 28.86 37.52 50 

Whitecap 13.82 47.94 100 

Windiga 20 20 20 

The table shows the optimal sizes for the RE units in the NITS that will not violate 

the 5% voltage margin and 85% loading limit for normal operation. Comparing 

the optimization results with the proposed sizes of the RE units (see Table 4-3) 

indicates that most of the RE units are either óoversizedô or undersized 

(highlighted in bold in the two tables). This implies that the inappropriately sized 

RE units may be contributing to violations of the voltage and loading limits as 

these were used as the constraints in solving the optimization.    

Table 4-3: Proposed Sizes of RE Units in the NITS 

    

RE Units Scenario 1 Scenario 2 Scenario 3 

Ayitepa Wind 90 150 225 

GIC 20 50 50 

Green Electric 20 40 40 

Sankana 20 50 100 

Savanah 30 50 100 

Signik 20 50 50 

WhiteCap 20 50 100 

Windiga 20 20 20 

Table 4-2 further shows that, the sizes of the óGreen Electricô and óSignikô RE 

units could be increased in scenario 1 without any violation to given constraints. 

With an expansion of the network infrastructure in scenarios 2 and 3, the capacity 

of the RE units also increase further up to their maximum outputs in scenario 3. 

The results however indicate that the óAyitepa Windô unit, which is the most 

oversized unit (optimum capacity of 93.05 MW as against the proposed capacity 
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of 225 MW) remains oversized in scenario 3, where all RE units are at their 

optimum capacities. 

 

Summary of Results 

× Load flow analyses were used to identify the bottlenecks in the NITS, 

which were mainly equipment overloads and voltage violations.  

×  Transformer overloads as high as 187% were recorded in parts of the 

network, especially for scenario 3 without any prior reinforcement 

measures. Loadings on the transmission lines were all within the defined 

limits. 

× Regarding the voltage violation, no violation of the upper voltage limit 

was recorded, while several violations of the lower limit were recorded - 

in some cases 0.50 p.u..  

× The method of thermal uprating was used to eliminate the transmission 

line overloads while the transformer overloads were remedied with 

capacity upgrades. Implementing such overloads resulted in loadings, 

which were within the 85% limit. 

× The method of solving optimization using genetic algorithm is used to 

identify the maximum sizes of the RE units under the constraints of 

voltage and loading limits. The results of the optimization indicate that 

most RE units have been oversized in scenarios 1 and 2 while being at 

their optimum capacities in scenario 3. Resizing these RE units could lead 

to a significant improvement in voltage violations and overloading. 

4.4 Identification of Critical Transmission Lines

Despite efforts from the Ghanaian TSO to manage existing voltage and reactive 

power problems in the NITS, the location of some transmission lines and their 

respective loadings increase the risks of voltage instability. These transmission 

lines are termed ócriticalô or óweakô and are located electrically and physically 

farthest away from the generating units in 'radial' transmission networks [105]. 

The critical transmission lines are located in areas of the power system with 

reactive power deficiencies [106]. Such lines are characterized by lower reactive 
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power margin, higher voltage change (in percentage), larger reactive power 

deficiency, higher voltage collapse point on the V-Q curve as well as larger ‬ὗϳ

‬ὠ component (higher sensitivity to reactive power). The above-mentioned 

characteristics, which are even more pronounced during contingencies are used to 

identify the critical lines during normal operating conditions. Different indices 

exist in literature and practice, which are used to identify the critical transmission 

lines based on diverse data availability and efficiency. Voltage stability indices 

such as the Fast Voltage Stability Index (FVSI), Line Stability Factor (LQP) and 

New Voltage Stability Index (NVSI) [106ï109] were examined and used in this 

research.   

4.4.1 Voltage Stability Indices 

Voltage stability indices (VSI) are the most common indices used to identify 

critical transmission lines or weak buses in power networks. VSIs are classified 

into the Jacobian-based and system-variable-based indices according to the input 

variables for solving the equations.  

The Jacobian-based VSI are used in the planning and design of power systems to 

identify the voltage stability margin (networkôs proximity to voltage collapse). 

They are used offline and have a high computation demand. The system-variable-

based VSI, with their low computation demands are used to identify the weak 

areas (transmission lines and busbars) in the network during the planning, design 

and operation of the power system. These VSI have the added benefit of being 

used both online and offline. The system-variable-based methods will be 

subsequently used in this thesis. 

The system-variable-based methods, as the name indicates, use system variables 

such as admittance matrices, bus voltage, power flow, etc. They are further 

classified into the bus and line indices, calculated respectively for busbars and 

transmission lines. The indices are used to indicate the voltage stability of the 

network and are formulated based on line and bus parameters [110]. They also 

provide information on how far a system is from the point of collapse. Line index 

methods such as the Fast Voltage Stability Index (FVSI), Line Stability Factor 

(LQP), and New Voltage Stability Index (NVSI) will be considered in this thesis. 

The stability criteria for all three indices under consideration (FVSI, LQP and 

NVSI) is an index value less than one (᾽ 1). As long as the index remains less 

than one, the system is stable. The power system loses stability with eventual 
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voltage collapse when the index value exceeds one. An index value greater than 

1 is therefore considered unstable, i.e., the closer the index value is to 1, the higher 

the risk of instability. 

Fast Voltage Stability Index (FVSI) 

The FVSI is derived from the voltage quadratic equation at the receiving bus of a 

two-bus system. It is calculated based on the reactive power flow in the lines 

according to the equation below. 

A FVSI value close to one is indicative of the closeness of the particular line to 

instability π ὊὠὛὍρ. This also gives an indication of how stressed a line is 

in the transmission system [111].  

ὊὠὛὍ
τὤὗ

ὠὢ
                                                                                                         τȢρχ 

Z is the line impedance, Qr is the receiving end reactive power, Vs is the sending 

end voltage and X is the line reactance. 

Line Stability Factor (L QP) 

The line stability factor, LQP considers both active and reactive power and is more 

sensitive to reactive power changes as seen in the equation below: 

ὒ τ
ὢ

ὠ

ὢ

ὠ
ὖ ὗ                                                                              τȢρψ 

The stability criteria is π ὒ ρ 

X is the line reactance, Qr is the receiving end reactive power and Vs and Ps 

representing respectively the sending end voltage and active power. The LQP is 

ideal for comparison due to its sensitivity to changes in reactive power [112]. 

New Voltage Stability Index (NVSI) 

The NVSI is suitable for on-line monitoring of the power system under different 

loading conditions. This index considers to a larger extent the reactive and active 

powers and does not consider the resistance of the transmission lines [113]. The 

stability criteria is π ὔὠὛὍρ for all transmission lines. 
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ὔὠὛὍ
ςὢ ὖ ὗ

ςὗὢ ὠ
                                                                                          τȢρω 

X is the line reactance, Pr and Qr the receiving end active and reactive power and 

Vs, the sending end voltage. 

Methodology 

The process of obtaining the voltage stability indices for the transmission lines is 

summarised in the flow chart below. System parameters such as voltage, 

transmission line impedance, and reactance, the sending and receiving end active 

and reactive power are used to identify the indices.  
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Figure 4-12: Flow Chart for Calculating the Voltage Stability Indices 

Results 

The transmission lines identified as critical using the stability indices are 

presented below. With a stability criterion of π ὍὲὨὩὼ ρȟ values equal to or 

greater than one on any transmission line denotes increased risks of instability. 

Start
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The transmission lines with the highest index values (index values closer to unity) 

are thus defined as critical since the least increase in demand may lead to 

instability. In other words, these critical lines can only withstand just small 

amount of load increase before causing voltage collapse. 

The figure below shows the results of the FVSI calculated for all transmission 

lines in the NITS (for all three scenarios). The results indicate only one 

transmission line (line 147) with an index value greater than 1 (1.003), which is 

identified in scenario 3. This transmission line, which is the tie-line between 

Ghana and Burkina Faso also had the highest value in scenario 2, though not 

greater than 1. The tie-line was commissioned in scenario 2 and was thus absent 

in scenario 1. The long length of the tie-line (235 km) and the large amount of 

power exported to Burkina Faso through the line results in very high reactive 

power losses, which is reflected in the higher stability indices.  

 
Figure 4-13: Fast Voltage Stability Index (FVSI) for the Transmission Lines in the NITS 

It is observed from the figure that the FVSI values increased from scenarios 1 to 

3 as a result of changes in the network such as increase in both active and reactive 

power load. The results indicate scenarios 1 and 2 to be stable as no transmission 

line was identified critical. The highest index values in scenarios 1 and 2 are 0.281 

and 0.922 respectively. Although scenario 2 is stable, it has an increased risk of 

instability as its index value is closer to 1.  

The results of the Line Stability Factor (Lqp) calculation presented in figure 4-14 

identified two transmission lines as the most critical in the NITS, in scenarios 2 
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and 3 respectively. Index values greater than the stability limit; 1.119 and 2.327 

were calculated for the tie-line in S2 and S3, which are indicative of instability. 

An additional transmission line was identified critical in scenario 3 with an index 

value of 1.005. Lqp values calculated for the network in scenario 1 were all within 

the stability limit, with the highest being 0.223.  

 
Figure 4-14: Line Stability Factor (Lqp) for the Transmission Lines in the NITS 

Calculating the NVSI (see Figure 4-15) resulted in similar characteristics and 

confirmed the same transmission lines as being the most critical as with the 

previously calculated indices - FVSI and Lqp. The Lqp values for the critical 

transmission lines in scenarios 3 were 1.056 and 2.655, while that for scenario 2 

was 2.274.  

 
Figure 4-15: New Voltage Stability Index (NVSI) for the Transmission Lines in the NITS 
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The commissioning of the tie-line in scenario 2 influences the power flow 

dynamics in the entire network. The high demand on the line and the uncertainties 

in the parameters at the receiving end of the line (Burkina Faso) increases its risk 

of instability. Based on the very low voltage at the receiving end of the tie-line, it 

is confirmed that the loadability limit of the NITS is to some extent defined by 

this tie-line [29, 37].  

Summary of Results 

× Three different voltage stability indices ï Fast Voltage Stability Index 

(FVSI), Line Stability Factor (Lqp) and New Voltage Stability Index 

(NVSI) were calculated for all transmission lines to identify the critical 

transmission lines necessary for the stability analysis.  

× Although all three indices used in this thesis provide indication of the 

closeness of the network to the point of collapse, the FVSI and Lqp are 

extensively based on the reactive power variation while the NVSI 

considers the variation of both active and reactive power.  

× The stability criteria of less than 1 (Index < 1) for all indices was satisfied 

in scenario 1, which indicates the stability of the NITS in scenario 1 (in 

other words no critical transmission line in that scenario). Scenarios 2 and 

3 had transmission lines with index values violating the stability criteria, 

hence indicating instability or a higher risk of instability.  

× The tie-line between Ghana and Burkina-Faso (L147) was identified as 

the most critical transmission line as it had the highest index values for 

all indices.  

4.5 Contingency Analysis

The analysis of a power system to determine the severity of an outage to the whole 

system is known as contingency analysis. Abnormal network conditions, during 

which thermal overloads and voltage violations are evident in the power system 

are evaluated using contingency analysis. Typical contingencies include single 

contingencies (n-1 contingencies), which involve the loss of single elements like 

transmission line, transformer, generator, compensator, etc [96].  
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Contingency analysis is required for both short- and mid-term network expansion 

planning and is thus considered one of the methods of predicting the condition of 

the power system [114]. Conventional methods for performing contingency 

analysis involve load flow solutions, which are required to run for each 

contingency. Though results obtained from this method are accurate, the method 

tends to be very slow and tedious especially for large interconnected systems [91, 

115]. It is thus essential to identify and investigate only the contingencies, which 

are very critical to system operation. The critical contingencies are identified in a 

process known as contingency selection [91, 95, 96, 114ï116]. The critical 

transmission lines identified using the voltage stability index will form the basis 

of the critical contingencies in this thesis.  

4.5.1 Transmission Line Contingency 

For the transmission line contingency in the NITS, contingencies were defined for 

all transmission lines in order to validate the (N-1) reliability of the network. The 

voltage violations recorded during the contingencies indicate that the loss of the 

tie-line results in several violations in the network, and thus poses the highest risk 

to the network. 

 
Figure 4-16: Voltage Violations during Contingency on the Tie-Line 

The national grid code specifies 1.10 p.u. and 0.90 p.u. as the voltage limits (10% 

voltage stability margin) during contingencies in the NITS [50]. The voltage 
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stability margins are marked with broken lines in the figure. The figure shows that 

a contingency on the tie-line results in several violations of both the upper and 

lower voltage limit. Although system operations were maintained even with this 

contingency, several lines were overloaded (in addition to numerous voltage 

violations) causing the NITS to be vulnerable to system failure in the event of 

other faults.  

Another important aspect here is that due to the large amount of power exported 

through the tie-line, this contingency leads to a greater change in the power flow, 

with corresponding grid losses. Table 4-4 compares the grid losses before and 

after the contingency on the tie-line.  

Table 4-4: Comparison of Grid Losses before and after Contingency on the Tie-Line 

Grid Losses Scenario 2 Scenario 3 

 Pre-Cont. Post-Contingency Pre-Contingency Post-Cont. 

P (MW) 141.05 114.94 191.71 237.10 

Q (MVAr)  128.08 -210.71 396.87 -553.74 

Although grid losses generally increase with the contingency, a direct correlation 

between the contingency and losses could not be established for the active power 

loss in scenario 2 (see Table 4-4) as other factors like generation, load pattern and 

network topology, etc. also influence the grid losses. 

4.5.2 Transformer Contingency 

The transformer contingency was carried out by defining contingencies for all 

transformers in the NITS. Prior to the transformer contingencies, remedial 

measures for the transmission line contingencies were implemented in the 

network. No violations were recorded for scenarios 1 and 3 with one overloading 

recorded in scenario 2. The overloaded transformer is located at the receiving end 

of the tie-line to Togo and carries approximately 64% of the export demand. The 

appropriate remedial measures were implemented, which in addition to enhancing 

system reliability also improved voltages at the substations.    

4.5.3 Renewable Generation Contingency 

The concept of renewable generation contingency introduced here represents the 

variability in RE generation that may arise from the cloud cover on the PV units. 
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To simulate the effects of cloud cover on PV generation, the outputs of the PV 

units were reduced to 15%23 [117ï120] of the maximum output. An experiment 

carried out in [118] reveals that the output of the PV measures less than 25% of 

the rated power on very cloudy days.  

Furthermore, the weather in northern Ghana can be very dry with increased dust 

accumulation, especially in the harmattan24 period, which occurs during the dry 

season [121]. The location of the PV units in the north thus exposes the PV units 

to dust, whose accumulation on the PV modules when not cleaned on regular 

basis, leads to long-term reduction of the output power. The reduction in output 

power due to dust accumulation can be as low as 10% of the rated power [118] 

and depending on the weather and other factors, may lead to the loss of 18% and 

78% of the output for monocrystalline and polycrystalline modules respectively 

over a one-year period [118].  

The global solar irradiation, EG made of two main components; the direct and 

diffuse irradiation [122, 123]  is expressed by the following equation:  

Ὁȟ Ὁ ȟ Ὁ ȟ                                                                                 τȢςτ  

The direct component, Edir is more pronounced on a sunny day while the diffuse 

component, Ediff is prominent on a cloudy or dusty day, when the direct component 

is reduced. An index known as the clearness index, KG is introduced to describe 

the relationship between the hourly and daily extraterrestrial irradiance (AM0) 

and the integrated energy density gathered from a horizontally mounted 

pyranometer [118]. It is used to express the ratio of the measured radiations and 

the energy density for extraterrestrial solar radiation in one day. The clearness 

index, KG is directly related to the daily energy output of the PV units as shown 

in the formula, with H being the global horizontal radiation and H0, the extra-

terrestrial global radiation. 
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23 Thick layered clouds reduce the PV output by about 80-90%, hence 15% output being the average of 10 and 

20%. 
24 Harmattan is ña very dry, dusty easterly or north-easterly wind on the West African coast, occurring from 

December to Februaryò - https://en.oxforddictionaries.com/definition/harmattan 

https://en.oxforddictionaries.com/definition/harmattan
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I0 is the solar constant equal to 0.0082 MJ/m2/min.  

A KG value of 1 represents a very clear atmosphere, while a value of zero 

represents a cloudy atmosphere. Typical KG values are in the range of 0.68 ï 0.72 

under cloudless conditions but reduces in the presence of clouds [124]. The lower 

clearness index recorded on cloudy days is as a result of the large amount of 

diffuse irradiation in the solar irradiation during cloud cover. On a very sunny day 

however, the direct irradiation becomes greater than the diffuse irradiation, which 

is about 10-20% [125].  

The reduced direct component on cloudy days leads to reduced PV output, which 

is simulated by scaling down the PV generation to 15% of the maximum output. 

Three different combinations of wind and PV generations are thus investigated to 

determine the contingency with the worst impacts on the NITS. The investigated 

RE contingencies include:  

¶ 15% PV + 100% Wind (effects of dust and cloud cover on the PV units 

with full wind generation)  

¶ 15% PV + 0% Wind (effects of dust and cloud cover on the PV units with 

no wind generation)  

¶ 100% PV + 0% Wind (maximum PV generation with no wind generation)  

The outputs of the PV units and wind generators under these contingencies are 

summarised in the table below. Details of the generation schedules for the 

contingencies are provided in appendix C. 

Table 4-5: RE Power Generation during the RE Contingency 

RE 

Contingencies 
RE Power Generation (MW) 

 S1 (2017) S2 (2020) S3 (2023) 

 PV Wind PV Wind PV Wind 

15% PV + 100% 

Wind 
22 (150)25 90 49.5 (330) 200 76.5 (510) 275 

15% PV + 0% 

Wind 
22 (150) 0 (90) 49.5 (330) 0 (200) 76.5 (510) 0 (275) 

100% PV + 0% 

Wind 
150 0 (90) 330 0 (200) 510 0 (275 

 

 
25  The figures in bracket indicate the available maximum generation before the reduction. 
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15% PV + 100% Wind  

The 85% reduction in PV generation translates into large power deficit in the 

NITS, which is balanced with the appropriate amount of conventional generation.  

This contingency led to violations of the lower voltage limit (10% voltage stability 

margin) for contingencies [50]. Voltage variation during this contingency was 

highest in S3, with voltages ranging between 0.54 p.u. and 1.13 p.u. A few 

equipment overloads were also recorded in scenario 3, making it the worst 

scenario (largest voltage variation, highest equipment overload and branch flow) 

for this contingency.  

15% PV + 0% Wind 

In the absence of wind generation, this contingency represents the least RE 

generation in the NITS. The contingency alters the direction of power flow, which 

introduces new violations in voltage and loading limits. Furthermore, the NITS is 

operated with reduced operating reserve during this contingency.  

Similar to the previous contingency, the 10% stability margin was violated in this 

contingency, with voltages ranging between 0.58 p.u. to 1.13 p.u. Equipment 

overloads recorded during this contingency worsened from S1 through to S3. 

Only one overload was recorded in S1 while three and seven violations were 

respectively recorded in scenarios 2 and 3. Conditions in the network were again 

worst in Scenario 3 (highest number of equipment overloads and worst voltage 

violations) during this contingency.   

100% PV + 0% Wind 

Unlike the other contingencies, where violations of the lower and upper voltage 

limits were recorded, only violations of the lower limit (0.90 p.u.) was recorded 

for this contingency. The number of equipment overloads recorded during this 

contingency was lower than in the other contingencies. While no overload was 

recorded in scenario 1, scenarios 3 and 2 had respectively one and two overloads.  

It can be concluded that this contingency is less critical than the other RE 

contingencies, which have lesser RE power generation with more equipment 

overloads and larger voltage variations. 
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Figure 4-17 presents a summary of the voltage ranges during the contingencies. 

Details to the equipment loadings recorded in the contingencies are provided in 

appendix C. 

 
Figure 4-17: Voltage Variations during the RE Contingencies 

Summary of Results 

× Analysis of the line contingency in the NITS indicate that scenario 3 is 

the most critical during the transmission line contingency. 

× A contingency on the tie-line between Ghana and Burkina Faso 

introduced the worst voltage violations and is thus the most critical 

transmission line, which makes the NITS vulnerable to other faults. 

× Scenario 3 was greatly affected by the effects of the dust and cloud cover 

as simulated with the RE contingency. The highest number of equipment 

overloads and voltage violations were recorded during contingencies 

with reduced PV generation (15% PV + 100% Wind and 15%PV +0% 

Wind). The contingency with ó100% PV + 0% Windô recorded lesser 

overloads and no violations of the upper voltage limit, thus having the 

least impact in the NITS.  
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× Based on the results of the RE contingency, it can be concluded that 

reduced PV generation arising from cloud cover and dust have a greater 

impact on the bus voltages. The absence of wind generation in the NITS 

had less impact on the bus voltages, partly as a result of the location of 

the wind units in the network. 



 

81 
 

5 Stability Analysis of the NITS with RE Units 

Having ascertained the readiness of the NITS to accommodate RE generation in 

the previous chapter, this chapter presents the stability analysis of the NITS with 

different percentages of RE. The main objective will be to evaluate the extent to 

which RE generation in the NITS affect system stability. Both static and dynamic 

stability analysis techniques are used for the evaluation.  

5.1 Classification of Power System Stability 

Power system stability is defined as the ability of a power system, for a given 

initial operating condition, to return to an equilibrium operating state after being 

subjected to a disturbance [126]. The complex processes that make up a power 

system depend on different operating conditions and network topologies, etc. and 

hence result in different forms of system instability. The non-linearity of the 

power system makes the dynamic performance dependent on the response rates 

and characteristics of various devices in the network [18]. As instability depends 

on several factors and takes different forms, it is important to appropriately 

classify the different forms of stability. The phenomenon of power system 

stability is thus categorized based on the size of disturbance, devices, processes 

and time span to be considered in assessing the stability, the physical nature of 

the resulting mode of instability and the most suitable method for calculating and 

predicting the stability [18, 126, 127]. Owing to the increased use of converter-

interfaced-generation (CIG), five main forms of stability phenomena are 

identified. The forms of stability which include voltage, rotor angle, frequency, 

converter-driven and resonance stability are based on the parameter mostly 

affected by the disturbance. A pictorial description of the stability phenomenon, 

with the corresponding sub-categories is given in the figure below. 
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Figure 5-1: Classification of Power System Stability [126, 127] 

5.1.1 Voltage Stability 

Voltage stability refers to the ability of the power system to maintain steady 

acceptable voltages at all buses in the power system under normal operating 

conditions and after a disturbance. Voltage instability involves the progressive 

increase or decrease in voltages at some buses. The main cause of voltage 

instability is the power systemôs inability to meet the reactive power demand as a 

result of load demand increase and change in system conditions, etc [18, 126, 

127]. Voltage stability is classified into small- and large-disturbance voltage 

stability based on the systemôs ability to control voltages following small 

disturbances (like small changes in loads) or large disturbances (like transmission 

system faults, loss of generation and contingencies) [18, 126, 127]. Voltage 

stability may span a few seconds to tens of minutes resulting in either short-term 

or long-term stability. Short-term voltage stability involves the dynamics of fast 

acting load components and is usually analysed within a few seconds with the 

appropriate differential equations, making it similar to rotor angle or converter-

driven stability (slow interaction type) analysis [126, 127]. Long-term voltage 

stability on the other hand involves slower acting equipment such as generator 

current limiters and tap-changing transformers. The analysis span several minutes 

requiring long-term simulations for the analysis of system dynamic performance 

[126, 127].   

5.1.2 Rotor Angle Stability 

Rotor angle stability describes the ability of interconnected synchronous 

machines in a power system to remain in and regain synchronism after a 
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disturbance [18, 126, 127]. The resulting instability is characterised by increasing 

angular swings of generators, which may lead to the loss of synchronism [126]. 

For small disturbances such as small variations in loads and generation, the 

stability (known as small-disturbance or small-signal stability) is analysed using 

linearised system equations. Large-disturbance or transient stability involves 

large excursions of generator rotor angles and is influenced by the non-linear 

power angle relationship [18], [126]. Only transient stability will be considered in 

this thesis. 

5.1.3 Frequency Stability 

Frequency stability is the ability of the power system to maintain the frequency 

within an acceptable range after a disturbance, which results in a significant load 

and generation imbalance [18], [126]. Frequency instability may lead to the 

overloading of transmission lines, switching off generators with subsequent 

splitting of the system into subsystems. Frequency stability analysis will however 

not be considered within the scope of this thesis. 

5.1.4 Converter-driven Stability  

Converter-driven stability refers to the stability phenomenon arising from the 

increased use of converter-interface-generators (CIG) in the power system [127]. 

Owing to the wide time scale associated with the control of CIG (predominantly 

voltage-source converters, VSC), oscillations over a wide range of frequency are 

experienced which leads to two forms of converter-driven stability: slow and fast 

interactions. The fast-interaction stability deals with stability problems arising 

from the fast dynamic interactions of control systems of power electronic-based 

systems like HVDC, FACTS devices with fast-response components and CIG. 

Slow dynamic interactions of the control systems of power electronic-based 

devices with slow-response components classify the slow-interaction stability.   

5.1.5 Resonance Stability 

Resonance stability describes the subsynchronous resonance (SSR) of both 

electrical and electro-mechanical resonance [127].The subsynchronous resonance 

is exhibited either due to a resonance between series  compensation and the 

electrical characteristics of the generator (purely electrical resonance) or due to a 

resonance between series compensation and the mechanical torsional frequencies 

of the turbine-generator shaft. The occurrence of the two-forms of resonance 

results in the sub-classification in the electrical and torsional stability. 
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5.2 Dynamics of Synchronous Machine Rotor 

Power systems rely on synchronous machines for the generation of electrical 

power, as the adequate system operation depends on all synchronous machines 

remaining in synchronism. System stability is thus affected by the dynamics of 

synchronous generator rotor angles and the power-angle relationships [18]. 

Analysing the stability of a power system therefore requires the consideration of 

the synchronous machine rotor dynamics as presented below. 

5.2.1 Swing Equation 

The swing equation forms part of the equations of motion of a synchronous 

machine. The main equation that describes rotor motion is given by the net torque, 

which causes either acceleration or deceleration and is given as: 

Ὕ Ὕ Ὕ                                                                                                                υȢρ 

where Ta is the accelerating torque in NĿm, Tm is the mechanical or shaft torque 

in NĿm and Te is the electromagnetic torque in NĿm. 

The motion of the synchronous machine rotor is governed by an equation based 

on the principle of dynamics that the accelerating torque is the product of the 

moment of inertia of the rotor and its angular acceleration [92] given as 

Ὕ Ὕ Ὕ  ὐ
Ὠ—

Ὠὸ
                                                                                          υȢς 

where J is the total moment of inertia of the rotor masses in kgĿm2, ɗm is the 

angular displacement of the rotor with respect to the stationary axis in mechanical 

radians (rad) and t is the time in seconds (s). 

The machine is said to be working at synchronous speed or (in synchronism) if Ta 

= 0, i.e., Tm = Te. The rotor angular displacement measured with respect to a 

reference axis which rotates at synchronous speed is given as 

—  ‫ Ͻὸ  υȢσ                                                                                                    ‏

where ɤsm is the synchronous speed of the machine in mechanical radians per 

second and ŭm is the angular displacement of the rotor in mechanical radians with 

respect to the synchronously rotating reference axis. 

The first and second derivative of equation 5.3 above are given as  



Dynamics of Synchronous Machine Rotor 

85 
 

Ὠ—

Ὠὸ
‫

Ὠ‏

Ὠὸ
                                                                                                    υȢτ 

Ὠ—

Ὠὸ

Ὠ‏

Ὠὸ
                                                                                                             υȢυ 

Substituting equation 5.5 in equation 5.2 results in  

ὐ
Ὠ‏

Ὠὸ
Ὕ Ὕ Ὕ                                                                                             υȢφ 

Recalling that power (P) is the product of the torque (T) and the angular velocity 

(ɤ), introducing a new denotation for the rotor angular velocity (refer to equation 

5.6) results in the following equation 

‫  
Ὠ—

Ὠὸ
                                                                                                                  υȢχ 

ὐ‫
Ὠ‏

Ὠὸ
ὖ ὖ ὖ                                                                                       υȢψ 

where Pa, Pm and Pe are the accelerating, mechanical and electrical powers 

respectively. The coefficient Jɤm is the angular momentum of the rotor, which at 

synchronous speed is denoted by M, the inertia constant of the machine. The 

resulting equation 5.9 is further normalised in terms of the unit inertia constant H, 

defined as the stored kinetic energy at synchronous speed divided by the rated 

apparent power of the generator, Smach [18, 92] as expressed in equation 5.10 
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Substituting equation 5.9 into equation 5.8 yields  
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Rewriting equation 5.11 and expressing in per unit (for unit consistency) results 

in 
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Equation 5.12 is known as the swing equation of the machine due to its 

representation of rotor angle swings during disturbances [18]. It is also a 

fundamental equation in stability studies that governs the rotational dynamics of 

a synchronous machine [92].  

5.2.2 Power-Angle Equation 

The power-angle equation is a useful expression that describes the relationship 

between the output power of a machine and its rotor angle [128]. It is a non-linear 

relationship, which is essential in system stability analysis [18]. The relationship 

is illustrated using the two-machine system below. The synchronous generator, 

GS is assumed to be connected to a motor (large load), M through a transmission 

line with inductive reactance XL and negligible resistance and capacitance. 

 
Figure 5-2: Single Line Diagram and Model of the Two Machine System [18] 

The power transferred from the generator to the motor is a function of the angular 

separation between the two machines and is given by  

ὖ  
ὉὉ

ὢ
ÓÉÎ‏                                                                                                       υȢρσ 

where XT = XG + XL + XM 

Equation 5.13 is known as the power-angle equation, which is a sinusoidal 

relationship, implying no power transfer at angle zero. Increasing the angle results 

in a corresponding increase in power transfer till the maximum power is reached 

at angle 90º. A further increase in the angle beyond this point results in a decrease 

in the power transfer. The maximum power is thus directly proportional to the 
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internal voltages of the two machines and indirectly proportional to the collective 

reactance, which is the reactance of the transmission line and the machines. 

5.2.3 Equal Area Criterion  

The equal area criterion for stability is a graphical approach (see figure 5-3) used 

in analysing the stability of the two machine system [18], [93]. For this analysis, 

a three-phase short-circuit fault is assumed to occur at a bus, which is cleared after 

a certain period without disconnecting the transmission equipment. 

 
Figure 5-3: Equal-Area Criterion of a Power System [18, 93, 97] 

As the power angle increases from its steady-state operating point past 90º to 180º, 

system voltage rapidly decreases. A power angle of 180º indicates the power 

system has lost synchronism and a total collapse has occurred. Reference can be 

made to [18, 93, 97] for details to the equal-area criterion.

5.3 Voltage Stability Analysis of the NITS 

Voltage stability analysis has become an essential part of the routine planning and 

operation of a power system. The analysis of voltage stability is performed using 

static and dynamic stability analysis methods. Conventional load flow methods 

and algebraic equations are used in static analysis while time-domain simulations 

are used to solve non-linear equations of the system in dynamic analysis [129]. 

Using both voltage stability methods is essential in identifying the right balance 

between the static and dynamic reactive power sources as the dynamic reactive 

sources have the capability of acting to avert the risk of voltage collapse in 
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instances where the static reactive sources are not fast enough to intervene [106]. 

The use of both methods additionally provides an overall and accurate assessment 

of the voltage stability of the entire system as presented below. 

5.3.1 Static Voltage Stability Analysis: P-V Curves 

Steady-state voltage stability analysis utilizes power flow equations to identify 

the equilibrium points of the network. It is the most common means of assessing 

the static voltage stability [106], which also provides additional information on 

the sensitivities and the degree of instability. 

As part of the main instruments for analysing static voltage stability, P-V curves 

use load flows to determine the maximum power that can be transmitted to a 

chosen load or group of loads. Figure 5-4 present a typical P-V curve, which 

provides information on the voltage variation (decreases) with changes in active 

power transfer.  

 
Figure 5-4: Typical P-V Curve of a Power System [18, 106] 

The P-V curves, also known as nose curves are used to identify the static stability 

margin of a part of or the entire power system. The curves are obtained by 

incrementally varying the power flow to a bus and recording the corresponding 

bus voltage until the load flow does not converge [106]. This point is known as 

the óknee-pointô of the curve (critical power transfer), beyond which any further 

increase in power results in voltage reduction. The óknee-pointô of the curve also 

serves as the boundary between the stable and unstable operating regions. 

Operating points above the knee-point represent the stable region while points 

beneath the knee-point are the unstable operating points. The critical bus in the 
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network, which is most vulnerable to voltage instability is also identified with the 

P-V curves.  

The critical power transfer is used as an indicator in the static voltage stability 

analysis using P-V curves. This is defined as the maximum power transfer in the 

network, beyond which an increase in power leads to voltage instability. Larger 

critical power transfers are indicative of a stable network. P-V curves developed 

for the critical buses in the NITS for all scenarios are shown in Figure 5-5 below.

 
Figure 5-5: P-V Curves of the Critical Bus in the NITS ï All Scenarios 

The figure shows an improvement in the load transfer capability of the NITS 

across the scenarios despite the reduction in the bus voltage of the critical busbar. 

Critical power transfers of 1,991 MW, 3,014 MW and 4,068 MW were recorded 

respectively for the three scenarios, beyond which the systemôs risk of voltage 

instability increased with a potential voltage collapse. Although increasing critical 

power transfer is indicative of an improved voltage stability of the NITS, the 

actual point of instability of the network could be hidden by the installation of 

additional shunt capacitors [97] as was done in these scenarios. Operating the 

power system near the critical demand thus leads to a decrease in system voltage 

even with a small increase in demand. 

Although the loading limits in the NITS improved, grid losses and line charging 

(charging currents) increased as seen in Table 5-1.   
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Table 5-1: Summary - Static Voltage Stability Analysis using P-V Curves 

Scenarios Critical Power 

Transfer (MW)  

Grid Losses Line Charging 

(MVAr)  P (MW) Q (MVAr) 

S1 1,991 86.50 68.48 -677.09 

S2 3,014 179.79 519.59 -1,017.27 

S3 4,068 303.13 1,536.42 -1,028.42 

The increasing line charging are indicative of increasing transmission losses in 

the NITS, as the loadability of the NITS improves.   

5.3.2 Static Voltage Stability Analysis: Q-V Curves 

Q-V curves are also used in voltage stability analysis to determine the sensitivity 

and variation of bus voltage caused by changes in reactive power (injection and 

absorption). The curves are developed for the critical buses in the network [97] 

and are used to identify their respective reactive power margins to voltage stability 

[106, 130], i.e. the amount of reactive power required to maintain the bus voltage 

at the specified level. Below is a typical Q-V curve which shows the reactive 

power margin (RPM) and nose point. Operation to the right of the nose point 

represents stable operation as increase in reactive power results in a corresponding 

increase in voltage. Operation to the left of the nose point represents unstable 

operation as voltage reduces with increasing reactive power [18, 130]. The nose 

point, which represents the minimum reactive power required for stable operation 

also indicates the voltage stability limit of the network.  
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Figure 5-6: Typical Q-V Curve [131] 

The reactive power margin (RPM) is used as an indicator in the static voltage 

analysis using Q-V curves. The RPM is defined as the amount of reactive power 

required (or available) to maintain voltage stability in the network. It is the 

negative value of the reactive power output at the nose point [106]. A positive 

RPM value is thus indicative of a stable system while a negative RPM indicates 

an unstable system. A system with the nose point above the horizontal axis is 

reactive power deficient and may require additional reactive power to maintain 

system security and reliability in order to prevent voltage collapse. On the other 

hand, if the nose point is below the horizontal axis, the system has some reactive 

power margin (equal the distance to the axis). Nonetheless, a system with some 

margin may still be reactive power deficient depending on the desired margin 

[131] set by the system operator. The nose point, which is the minimum point of 

the Q-V curve (where dQ/dV = 0) is also known as the critical point. 

Figure 5-7 shows the Q-V curves developed for the critical buses in the NITS. 
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Figure 5-7: Q-V Curves of the Critical Bus in the NITS ï All Scenarios 

RPM values of 65.43 MVAr, 57.50 MVAr and 13.45 MVAr were recorded 

respectively for scenarios 1, 2 and 3. Adequate reactive power margin is however 

required to account for variations in network conditions. The figure shows a 

reduction in the RPM, which is indicative of an increased risk of voltage collapse 

in the NITS in the latter scenarios. The busbar in scenario 3 with the lowest RPM 

is considered the weakest amongst the critical busbars. The corresponding critical 

voltages is presented in the table as follows: 

Table 5-2: Summary - Static Voltage Stability Analysis using Q-V Curves 

Scenarios Critical Voltage 

(p.u.) 

Reactive Power 

(MVAr)  

S1 0.528 -65.43 

S2 0.502 -57.50 

S3 0.704 -13.45 

As lower voltages are indicative of the reactive power need of the network, the 

table shows that even with the existing RPM in the NITS (refer to figure 5-7), the 

NITS is still reactive power deficient.    

5.3.3 Dynamic Voltage Stability Analysis 

Dynamic voltage stability analysis is a time-domain analysis used to show the 

trajectory and behaviour of the power system after a disturbance. Disturbances 

such as loss of generators and transmission lines as well as system faults like 
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short-circuits are used to assess the voltage stability of the network. Dynamic 

voltage stability analysis reveals the transient and/or long-term stability of the 

network and is performed within a few seconds to tens of minutes to allow 

adequate time for the reaction of the necessary controllers. A system is thus 

considered stable if the time-domain simulations reach an equilibrium after the 

disturbance (post-contingency after a finite time period) [132].  

In this thesis, the dynamic voltage stability of the NITS was evaluated by 

simulating the loss of load and transmission lines and investigating their 

respective effects. The duration and amplitude of the oscillation were used as 

indicators for the stability analysis. The duration of oscillation describes the 

length of time between the periods the fault occurred and when the voltage or 

rotor speed is damped (begins to settle into steady state). The amplitude of 

oscillation also describes the largest magnitude attained during the oscillation.  

The stability criterion for this indicator is that the longer the rotor speed/voltage 

oscillates around the steady-state value during a disturbance, the more unstable 

the system is. Larger oscillation amplitudes (larger deviations from the steady-

state value) are also indicative of instability. These imply that a system is 

considered stable when the steady-state value is reached in a shorter time or when 

the deviation of the oscillation from the steady-state value is the least. 

Loss of Load 

To simulate the effects of the loss of load on the voltage stability of the NITS, the 

ten largest loads making a total of about 360 MW (single largest load being 145 

MW) were taken out of service at time = 1 s during a simulation period of 15 s. 

The figure shows a snippet of the NITS with the locations of five of the largest 

loads in the network.  
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Figure 5-8: Overview of the Five Largest Loads in the NITS 

Figures 5-9 to 5-12 show the resulting bus voltages and generator frequency 

during the loss of the largest single load (load 1 in Figure 5-8) in the NITS.   

 
Figure 5-9: Bus Voltage of Load Bus during Loss of Load 
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Figure 5-10: Bus Voltage of 161 kV Connected to the Load Buses during Loss of Load 

The sudden loss of load in the network results in the short-term over-production 

of power from the generators, which lead to a temporary rise in generator speed 

and system voltage. The generator excitation reacts within a few seconds 

following the loss to restore the voltage by regulating the field current to its 

excitation system. The generator excitation responded to the change in voltage by 

decreasing its excitation current to stabilize the voltage. The voltage increase is 

then sensed by the AVR, which causes a reduction in the excitation voltage 

(current) in an attempt to restore the voltage to the initial value. The decrease in 

excitation current in response to the voltage increase from the load loss was 

sustained throughout the simulation period as long as the voltage was higher than 

the initial voltage. 

The figure indicates a non-oscillatory profile in scenario 1, while the voltages in 

scenarios 2 and 3 are oscillatory with lower amplitude as was shown with the 

steady state analysis in chapter 4. Due to the size of the loads lost, the busbar 

voltages in scenarios 2 and 3 kept oscillating after the voltage rise and did not 

settle to steady-state within the 15 s simulation period. Increased RE penetration 

in these scenarios also led to a reduction in system inertia, which accounts for the 

oscillatory voltage profiles. The reduced inertia thus makes the network prone to 

instability as seen from the inability of the bus voltages to attain steady-state 

within the simulation period.  The resulting frequency of the generators is as 

follows: 
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Figure 5-11: Frequency of Slack Generator during Loss of Load 

Figure 5-11 shows that the behaviour of the slack generator in response to the load 

loss was poor in scenario 2. As previously seen, scenario 2 has the least 

conventional generation to RE generation ratio, translating into a reduced 

response from the conventional generation units during system faults. Due to the 

reduced number of conventional generating units in this scenario, the slack 

frequency increased to approximately 50.1 Hz to accommodate the frequency 

excursions in the network. The corresponding frequency profile of the generator 

connected to the load bus is presented in figure 5-12. This generator was not in 

operation in scenario 1 and thus the frequency profile will be shown for only 

scenarios 2 and 3. 
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Figure 5-12: Frequency of Generator connected to the Load Bus during Loss of Load 

The figure shows oscillatory frequency profiles in both scenarios with a higher 

frequency amplitude in scenario 3 due to the load size. Notwithstanding, the 

frequency margin for normal operation in the NITS (48.75 Ò f Ò 51.25 Hz) was 

not violated in any of the scenarios.    

Transmission Line Loss 

A three-phase short-circuit fault on the critical transmission lines cleared after 150 

ms (by isolating the line) was used to simulate the line loss in the NITS. The 

simulated short-circuit fault occurred at 1 s for a simulation period of 15 s. Sample 

results of busbar voltages and generator rotor angles examined during the line loss 

are presented as follows. The critical transmission line was not in operation in 

scenario 1, hence results for scenarios 2 and 3 will be presented.  
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Figure 5-13: Voltage Profile at the Sending End of the Line during a Transmission Line Loss 

Following the line outage, adjacent transmission lines became overloaded, which 

increased the reactive power losses, leading to a sudden reduction of voltage. In 

response to this, the generator excitation signalled an increase in the field current, 

which led to a temporary increase in reactive power to support the system voltage. 

This however is not sustained for a long period as the generator protective systems 

like the over-excitation limiters act to force the generators back within their limits, 

especially to prevent an overproduction of the field (excitation) current when the 

voltage is extremely low. While the generator increases reactive power production 

to restore the voltage, additional reactive power flows through the generator 

transformers, which increases the line loss and leads to a reduction in voltage, 

hence the unequal pre-fault and post-fault (steady-state) voltages. The 

corresponding rotor angles of selected generators in response to the loss of the 

critical line is shown in Figure 5-14. 
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Figure 5-14: Rotor Angle of Selected Generators during the Transmission Line Loss 

The figure shows the rotor angle of the generator with respect to the local 

reference generator. It is observed that the rotor angles of generators in Scenario 

3 deviated more from the reference generator than in Scenario 2. The rotor angles 

oscillated shortly after the fault, but the oscillation got damped and finally settled 

to steady-state within the 15 s simulation period. The behaviour of the PV units 

in response to the transmission line loss was also investigated. The resulting 

reactive power profiles of PV units in the vicinity of the critical transmission line 

is presented in Figure 5-15. 

 
Figure 5-15: Reactive Power Profiles of PV Units within the Vicinity of the Critical 

Transmission Line 
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The figure confirms the response of the PV units during the loss of the critical 

transmission line in the NITS. The increased values in scenario 3 is associated 

with the larger amount of power transmitted (increased power export) with that 

transmission line. 

5.4 Transient Stability Analysis 

Transient stability is the ability of the power system to maintain synchronism 

during large disturbances, such as equipment and line outages, bus faults and 

cloud cover in case of PV generation. The time frame of interest is 3ï5 s following 

a disturbance, which might be extended to 10ï20 s depending on the system [18]. 

The severity of transient instability depends on network properties (such as the 

size of existing generators and available system inertia) and the nature (type, 

duration and location) of the disturbance. The reduction in system inertia due to 

increased PV generation in the NITS makes the rotor angle stability analysis vital 

in the operation of the network.  

The transient stability of the NITS was investigated by applying a three-phase 

short-circuit fault to the critical transmission lines. The short-circuit fault, which 

occurred at 1 s was cleared after 150 ms for a simulation duration of 15 s. In 

addition to the critical clearing time (CCT), the maximum deviation of rotor speed 

(similar to the amplitude of oscillation, but specifically for rotor-angle) will be 

used as indicators for the assessment. 

The CCT is defined for a given fault as the maximum fault clearing time within 

which the system remains transient stable. For a power system to remain stable, 

the given fault must be cleared or isolated from the system within the CCT. A 

system is considered unstable if for a given fault, the fault clearing time is longer 

than the CCT. The maximum deviation of rotor speed describes the largest 

deviation of the rotor speed during or after fault. Larger deviations for a given 

clearing time indicates a lower stability margin. 

For the transient stability analysis in the NITS, a fault clearing time of 150 ms 

was used, which implies that for the network to be transient stable, all faults must 

be cleared within the fault clearing time. The resulting CCT for the NITS is 

summarised in table 5-3 as follows: 
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Table 5-3: Critical Clearing Times of the Scenarios 

Scenarios Critical Clearing Time ( CCT) 

S1 0.377 

S2 0.124 

S3 0.132 

In addition to several transmission line overloads recorded, the least CCT 

recorded for scenario 1 was 0.377 s, 0.124 s for scenario 2 and 0.132 s for scenario 

3. It is concluded that scenarios 2 & 3 are transient instable for the given lines as 

the CCTs are lesser than the 150 ms fault clearing time used. Based on the 

calculated CCTs, scenario 1 is considered transient stable as its least CCT is the 

longest among the other scenarios. Sample profiles of the generator rotor angle 

are shown in figures 5-16 and 5-17.  

 
Figure 5-16: Generator Rotor Angle during a Three-Phase Short-Circuit Fault 
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Figure 5-17: Generator Excitation Voltage during a Three-Phase Short-Circuit Fault 

Figure 5-16 shows an oscillatory rotor angle profile, which gets damped in 

scenario 3. This is as a result of the increased number of conventional generating 

units in scenario 3, which contribute to a higher system inertia in scenario 3. With 

a good amount of inertia in the network, the network is sustained during faults. 

With reduced inertia however, the same fault becomes critical as system 

frequency drops below the 49.5 Hz band before the primary frequency control 

fully sets in. 

Summary of Results 

× The voltage and transient stability of the NITS have been analysed using 

P-V and Q-V curves (for static voltage stability) and time-domain 

simulations (for dynamic voltage and transient stability).  

× The critical power transfer used as indicator in the analysis (P-V curve) 

increased from scenario 1 to scenario 3, which is indicative of an 

improvement of the loadability margin and the static voltage stability in 

the NITS. The enhanced static voltage stability could however deviate 

from the reality as the real point of instability may be altered by the 

installation of reactive compensation devices. Despite the improvement 

in the loading limits, grid losses and line charging increased.   

× The static voltage analysis using the Q-V curves showed a reduction in 

the reactive power margin (RPM) over the years. The NITS in scenario 3 
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was identified as the most vulnerable to voltage instability as a lower 

RPM is indicative of an increased risk of voltage collapse. This implies 

that the reactive power demand of the NITS should be balanced as 

demand increases over the years.  

× The dynamic voltage stability of the NITS was assessed by simulating 

the loss of load and transmission line. The loss of load in the NITS 

revealed scenarios 2 and 3 to have oscillatory voltage profiles during the 

loss of load, which is attributed to the reduction in system inertia due to 

the increased RE penetration. The reduced inertia especially in scenario 

2 (least system inertia) resulted in higher frequency amplitude of the slack 

generator during the load loss.  

× The rotor angles of generators in scenario 3 deviated more from the 

reference generator than in scenario 2 during the transmission line loss. 

× The transient stability of the NITS was analysed using the critical clearing 

time (CCT) and the maximum deviation of rotor speed for a three-phase 

short-circuit fault. CCTs of 0.377 s, 0.124 s and 0.132 s were recorded 

respectively for scenarios 1, 2 and 3. Only the CCT for scenario 1 was 

higher than the 150 ms fault clearing time used for the simulation, making 

scenario 2 and 3 transient instable. 

× Based on the network development plans and infrastructural changes 

associated with the RE integration in the NITS, scenario 2 is estimated to 

be the most vulnerable scenario. This is due to its largest inertia deficit as 

a result of the lower number of conventional generators providing inertia 

in the network. 
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6 Stability Enhancement Measures 

Results of the stability analysis, which identify different forms of instability for 

different conditions in the NITS confirm that a power system may be stable for a 

particular disturbance but unstable for the other as was presented in [126]. Based 

on this, it becomes óimpractical and uneconomical to design power systems to be 

stable for every possible disturbanceô [126]. With regards to the stability analysis 

presented in the previous chapter, methods for enhancing the voltage and transient 

stability in the NITS will be discussed here. As no one stability improvement 

measure is adequate for the network, it is necessary to recommend a combination 

of different methods for effectively maintaining the stability of the network under 

different conditions. Taking into consideration existing technical and economic 

constraints in the NITS, only measures that are economical and robust and are 

suitable for Ghanaôs network will be considered.

6.1 Power System Stabilizers 

The power system stabilizer (PSS) is a supplementary control and protective 

feature of the excitation system which uses auxiliary stabilizing signals in its 

controls [18, 52]. It supplies additional input signals such as frequency, power and 

shaft speed [57] to the regulator to improve oscillation damping so as to enhance 

the dynamic performance of the network. The auxiliary signals are used to 

produce a damping torque in phase with the rotor speed deviation (oscillations), 

which are added to the generator rotor. The PSS also provides supplementary 

control to both the automatic voltage regulator (AVR) and the turbine-governor 

of the generating unit [52]. A signal sensor, low- and high-pass filters, phase 

compensation, gain and limiter form the main components of the PSS.   

 
Figure 6-1: Major Components of the Power System Stabilizer (PSS) [52] 

The input signal to the PSS could be the active power output of the generator, 

generator output frequency or rotor (shaft) speed deviation [52], [54]. The output 

signal which is fed into the AVR as the auxiliary signal is the VPSS. A block 

diagram with the transfer functions of the individual blocks is shown in Figure 6-

2 below:
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Figure 6-2: Functional Block Diagram of the Power System Stabilizer [18, 52, 133] 

The signal sensor block, also a first-order low-pass filter is used to filter the input 

signal to the PSS. 

The signal washout block is a high-pass filter which eliminates low frequencies 

in the signals, allowing the PSS to respond to the appropriate changes. It has a 

time constant TW, which is required to be long enough (between 1s and 20s) to 

allow the signals to pass through unchanged. A washout time constant of 10s is 

however considered for an optimal improvement in system stability [133]. Tw 

values should however not be extremely long to cause undesirable excursions of 

the generator voltage during islanding [18]. 

The phase compensation circuit, usually made of a phase-lead compensation is 

used to compensate for the lag between the generator electrical torque and the 

exciter input [18, 133]. Two or more first-order blocks are often used in practice 

for the appropriate compensation, although a first order block is sometimes used. 

The gain block, which comprises the stabilizer gain determines the amount of 

damping to be produced by the PSS [18, 133]. The gain of the PSS ranges between 

1 and 50 [134] and should be set to a value that corresponds to the maximum 

damping, although sometimes limited by other considerations [18].   

The limiter proportionally reduces the output signal when the prescribed 

magnitude is exceeded [52]. 

Although the use of the PSS in enhancing system stability has been proven to be 

a cost-effective method [52], few generators in the NITS are equipped with PSS, 

most of which are currently not in use. Despite, based on the objective of this 

thesis, all generators will be equipped with the STAB2A PSS model to evaluate 

their impacts on system stability. The STAB2A model is a power sensitive 

stabilizer, which produces a supplementary signal by introducing a phase-lead 

into a signal, which is proportional to the power output measured at the generator 

terminals [56]. This model is a dual-input stabilizer which derives the stabilizing 

signal using a combination of the power and speed. Details of the STAB2A PSS 

model can be found in [54, 57].  
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With the PSS in operation, a three-phase short-circuit fault on the critical line was 

simulated at time t = 1s for a period of 15 s.  

The resulting rotor angle of a sample generator is presented in Figures 6-3 and 6-

4.  

 
Figure 6-3: Generator Rotor Angle with PSS 

The generator rotor angle during a three-phase fault is as follows: 

 
Figure 6-4: Generator Rotor Angle during a Three-Phase Short-Circuit Fault - with PSS 

The figure shows that the generator rotor angle swings are well damped by the 

PSS in operation, which is also evident from the reduced settling times of the rotor 

angles. A comparison of the settling times with and without the use of the PSS is 

summarised in the table below: 
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Table 6-1: Comparison of Settling Times With and Without PSS 

Scenarios Settling Times (s) 

 Without PSS With PSS 

S1 11.46 8.78 

S2 10.78 7.21 

S3 13.42 8.21 

6.2 FACTS Devices 

Flexible AC transmission system (FACTS) devices are among the main devices 

used in enhancing power system stability (damping power oscillation and 

improving transient stability) in addition to their major function of controlling the 

flow of power in a power system [74, 135]. FACTS devices are mainly power 

electronic based and static devices that offer additional control of certain power 

system parameters [135]. FACTS devices are grouped into the series connected, 

shunt connected, combined series-series and combined shunt-series devices. 

Examples of the FACTS devices include among others the Static Var 

Compensator (SVC), Thyristor Controlled Series Compensator (TCSC), Static 

synchronous Compensator (STATCOM), Static Synchronous Series 

Compensator (SSSC) and Unified Power Flow Controller (UPFC). FACTS 

devices provide fast active and reactive power compensation in the power system 

and are thus used to provide voltage support, control power flow and increase the  

transient stability and oscillation damping in the network [39]. The STATCOM 

and SVC whose primary mode of voltage control are at the (critical) buses in the 

network will be considered further in this thesis. Although FACTS devices can be 

capital intensive, their capital investment and operating costs (maintenance and 

losses) are often offset by the benefits they offer [135]. The optimum location of 

the FACTS devices in the power system is very essential in the efficient utilization 

of particularly the existing network [39]. The genetic algorithm method of solving 

optimization will be used to determine the most reactive power deficient nodes in 

the NITS. The defined nodes will serve as the basis for the placement of the 

FACTS devices in the network. 

6.2.1 Static Var Compensator (SVC) 

The SVC is a shunt-connected FACTS device, which works as a static generator 

or absorber whose output is varied to control specific system parameters [18]. The 
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absence of rotating main parts and inertia in the SVC results in the term óstaticô 

[18, 135] in its name. SVCs have fast responses (within 2-3 cycles), which enable 

the fast control of reactive power [135, 136]. It is used to control voltage either 

directly at the connected busbar or at a remote busbar. An aggregation of SVCs 

and mechanically switched reactors or capacitors whose output is coordinated is 

known as a static var system (SVS) [18]. The schematic diagram of a typical SVS 

is shown in Figure 6-5.  

 
Figure 6-5: Schematic Diagram of a Static Var System (SVS) [18] 

The capacitors in the SVS may be turned on or off in response to changes in 

reactive power demand based on the loading condition in the network. The 

thyristor-controlled reactor (TCR) has the function of fine-tuning the reactive 

power produced by the SVS [137]. Several basic types of SVC exist ï saturated 

reactor (SR), thyristor-controlled reactor (TCR), thyristor-switched capacitor 

(TSC) and thyristor-switched reactor (TSR), etc. which are combined differently 

to form various compensation configurations used in the transmission network 

[18]. Details on the working principle of the SVC can be found in [18, 135ï137]. 

6.2.2 Static Synchronous Compensator 

The static synchronous compensator (STATCOM), also known as the improved 

SVC is a FACTS device, which utilizes a voltage-source (VSC) or current-source 

converter (often a VSC) to provide shunt compensation [39, 52, 59, 138]. The 

STATCOM is widely used for providing both steady-state and transient voltage 

control at different points in the power system. The schematic of a typical 

STATCOM is shown in Figure 6-6. 

`

`` ` ``

`

` `

HV bus

LV bus

Transformer
PT

Filter

Controller

S S

refV

2V

1V

2I

S= thyristor or mechanically controlled switch

`



FACTS Devices 

109 
 

 
Figure 6-6: Schematic of a STATCOM based on a Voltage Source Converter [52, 138] 

The VSC has only a capacitor on its DC side. The VSC seen in the schematic uses 

a pulse-width modulation (PWM) controller with two control parameters m and 

ɣ, for the magnitude and phase of the AC voltage respectively. The AVR is 

included in the STATCOM to compensate the reactive power in the network. Its 

aim is to act on the control parameters (m and ɣ) to ensure an accurate change in 

reactive power. The compensator acts like a capacitor and supplies reactive power 

when Vac > Vi (in that case the Iac leads Vi). The compensator behaves like a reactor 

and absorbs reactive power when when Vac < Vi in which case Iac lags behind Vi). 

The AC voltage and current are defined by the following equations: 

ὠ άὯὠ ÃÏÓ‪ ὮÃÏÓ‪                                                                                φȢρ 

Ὅ
ὠ ὠ

Ὦὢ
                                                                                                              φȢς 

As a voltage regulator in transmission networks, an additional PSS is required to 

effectively damp power oscillations [52]. The STATCOM has been proven to be 

more effective (provides better response)at low voltages than its static counterpart 

the SVC [74].  

6.2.3 Optimum Location and Size of FACTS Devices 

Similar to the optimization problem presented in section 4.3, this section aims at 

identifying the best five locations for reactive compensation devices (in this case 

the FACTS devices) in the NITS and their respective sizes. The genetic algorithm 

(GA) method of solving constrained and unconstrained optimization problems is 

used. The objective is to minimise grid losses and ensure that busbar voltages and 

equipment loadings are within defined limits at all times. The decision/control 
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variables of the optimization are the MVAr outputs and locations of the FACTS 

devices. 

The objective function for minimizing grid losses is expressed in (6.3) as  

Ὓ ὍϽὤ                                                                                                                       φȢσ 

The constraints based on the bus voltage and thermal ratings of the transmission 

lines are given as  

ὠ ὠ ὠ                                                                                                    φȢτ 

Ὓ Ὓ                                                                                                                  φȢυ 

The GA starts by randomly selecting the initial values of the control variables 

(MVAr output) which are within the maximum and minimum values as shown in 

Table 6-2. The table shows the possible maximum sizes of reactive power 

compensation in the NITS based on Ghanaôs network database. The locations of 

the devices are limited to only the 161 kV and 69 kV busbars in the NITS. 

Table 6-2: Sizes of Reactive Power Compensation Devices in the NITS 

Reactive Power Devices Reactive Power, Q (MVAr) 

 Minimum Maximum 

1 0 30 

2 0 30 

3 0 30 

4 0 30 

5 0 30 

A Newton Raphson load flow is carried out to determine the total system loss, 

which is followed by a thorough check of the optimization constraints (bus 

voltages and transmission line ratings) to ensure that they are all within the grid 

code stipulated range. The process is repeated until all constraints are met and a 

minimum value of the grid losses is obtained. The optimization process is 

described by the flow chart presented in Figure 6-7. 
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Figure 6-7: Flowchart for the Optimization Algorithm 

Sample results of the optimization for scenario 1 is presented as follows: Results 

for Scenarios 2 and 3 are provided in table 0-10 in appendix E. 
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Table 6-3: Reactive Power Deficient Buses in the NITS - Scenario 1 

 Scenario 1 (S1) 

 Simulation 1 Simulation 2 

 Bus ID Size (MVAr) Bus ID Size (MVAr) 

Q1 1201 0.67 1003 24.52 

Q2 1309 0.13 1007 5.45 

Q3 1066 23.75 1309 5.08 

Q4 1077 25.90 1042 0.61 

Q5 1004 28.33 1004 28.03 

The table provides the five most reactive power deficient busbars in the NITS and 

the amount of reactive power required to maintain bus voltages and transmission 

line loadings within the given limits. These busbars will subsequently be the 

locations of the FACTS devices in the NITS. Busbar 1004 (Q5 in Figure 6-8) will 

be thence considered since it is also the busbar with the largest load in the NITS.  

 
Figure 6-8: Reactive Power Deficient Busbars in the NITS 

Four of the five reactive power deficient buses are located in the south (see Figure 

6-8), with only one in the north. This optimization results confirms the voltage 

vulnerability of the busbars in the south of the NITS.  

6.2.4 FACTS Devices in the NITS 

This section presents the effects of installing FACTS devices in the NITS. The 

characteristic feature of the SVC for instance (which allows the capacitors to be 

Nord
BURKINA  FASO

R

E

P

U

B

L

I

C

 

O

F

 

T

O

G

O

C

O

T

E

 

D

I

V

O

I

R

E

EastWest

South

Lome

R
iv

ie
ra Q4

Q2

Q5

Q1

Q3



FACTS Devices 

113 
 

turned on and off the capacitor in response to reactive power changes) makes the 

SVC appropriate for use in the NITS.   

SVC 

With the FACTS devices in place, static voltage stability analysis using P-V and 

Q-V curves was performed to verify the effects of the FACTS devices in the 

network. The following figures show the P-V and Q-V curves with and without 

the SVC. 

 
Figure 6-9: P-V Curves for with and without SVC - All Scenarios 

 
Figure 6-10: Q-V Curves for with and without SVC - All Scenarios 
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The critical power transfers increased with the SVC in the NITS and were better 

than in the case without the SVC (see Figure 6-9). This confirms the function of 

the SVC in improving the power transfer capability of the network. The Q-V 

curves with the SVC showed better RPM than without the SVC. With the SVC in 

the NITS, the network could withstand higher loading and maintain system 

operation at even lower voltages as seen in the summary in Table 6-4.  

Table 6-4: Summary - Static Voltage Stability Analysis using P-V and Q-V Curves with SVC 

Scenarios Critical Power 

Transfer (MW)  

Critical Voltage 

(p.u.) 

Reactive Power 

(MVAr)  

S1 2,013 0.483 -76.21 

S2 3,036 0.486 -58.68 

S3 4,082 0.694 -16.73 

The installation of the SVC in the NITS increased the loadability of the network, 

which confirms the results in the research of [37]. Given this, the implementation 

of SVC offers the possibility to utilize more of the available power capacity and 

sustain stable operation even at lower voltages.  

The impact of the SVC on the dynamic voltage stability was assessed using the 

loss of load and transmission line (similar to the case without SVC). Sample 

results of the busbar voltage and generator rotor angle for the load loss are 

presented in Figures 6-11 to 6-13. 

 
Figure 6-11: Busbar Voltages during Loss of Load - with SVC 
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The figure shows oscillatory bus voltages in scenarios 2 and 3 and a well damped 

voltage profile in scenario 1. The voltage of the busbar closer to the SVC (busbar 

New Tema) showed improved oscillation damping, which also confirms the 

importance of the optimum location of the SVC in providing an effective 

oscillation damping. The corresponding generator frequency profiles are shown 

below: 

 
Figure 6-12: Generator Frequency (Slack Gen) during Loss of Load - with SVC 

 
Figure 6-13: Generator Frequency (Closer Gen) during Loss of Load - with SVC 

Figure 6-12 reveals a well-damped frequency oscillations at the slack during the 

loss of load with the SVC than without the SVC, which was more oscillatory with 






























































































